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Section:   continued
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SUBPART A:  GENERAL PROVISIONS AND ENFORCEMENT

15.001:   Purpose, Authority and Related Provisions

(1)   The purpose of Title 5, 310 CMR 15.000, of the State Environmental Code is to provide for
the protection of public health, safety, welfare and the environment by requiring the proper
siting, construction, upgrade, and maintenance of on-site sewage disposal systems and
appropriate means for the transport and disposal of septage.

(2)   310 CMR 15.000 is promulgated pursuant to the authority of M.G.L. c. 21A, § 13.  

(3)   The provisions of 310 CMR 15.000 should be read together with 314 CMR 5.00:  Ground
Water Discharge Permit Program which applies to all discharges to ground of sanitary sewage.

(4)   Title 5, 310 CMR 15.000, should be read together with M.G.L. c. 21A, §§ 13 and 13A,
M.G.L c. 21 §§ 26 through 53, M.G.L. c. 111, §§ 17, 27, 27A, 27B, 27C, 30, 31, 31A, 31B, 31C,
31D, 31E, 122, 124, 125, 125A, 127, 127A, 127P, 127B and 129;  M.G.L. c. 83, § 11;
M.G.L. c. 131, § 40; St. 1996, c. 204, § 148; and St. 2002, c.176; St. 2004, c. 149, § 39.

15.002:   Definitions

For the purposes of 310 CMR 15.000, the following terms shall have the following meanings,
unless the context clearly requires otherwise.  Terms expressed in the singular shall be construed
to incorporate the plural, and vice versa, unless the context otherwise requires.

1978 Code -  Title 5 of the State Environmental Code, 310 CMR 15.000, as revised and in effect
as of 1978.
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15.002:   continued

Acre - a unit of land measure equal to 40,000 square feet which is considered a building acre in
accordance with standard real estate practices.  

Agency - an agency, department, board, commission or authority of the Commonwealth or of the
federal government and any authority of any political subdivision, which is specifically created
as an authority under special or general law.  The term shall not include housing authorities
permitted pursuant to M.G.L. c. 40A.

Alternative Systems - Systems designed to provide or enhance on site sewage disposal which
either do not contain all of the components of an on site disposal system constructed in
accordance with 310 CMR 15.100 through 15.255 or which contain components in addition to
those specified in 310 CMR 15.100 through 15.255 and which are proposed to the Local
Approving Authority and/or the Department, or an agent authorized by the Department, for
remedial, pilot, provisional, or general use approval pursuant to 310 CMR 15.280 through
15.289.

Approved Capacity – The capacity of a 1978 Code system reflected by the sewage flow as shown
on the Disposal Works Construction Permit Application or as shown on the Certificate of
Compliance, whichever is less for that system and not the calculated capacity based on 1978
Code loading rates which may account for overdesign or safety factors.  For a system designed
in accordance with 310 CMR 15.000, the approved calculated capacity is based on the loading
rates found at 310 CMR 15.242.

Approving Authority - A Local Approving Authority as defined in 310 CMR 15.002; or the
Department, with regard to systems owned or operated by an agency of the Commonwealth or
of the federal government, systems serving a facility with a design flow of 10,000 gallons per
day or greater, systems subject to a variance granted under 310 CMR 15.416, or on a case by case
basis as determined by the Department to be necessary to carry out the purposes of 310 CMR
15.000; or the Department with regard to alternative systems proposed in compliance with
310 CMR 15.280 through 15.289.

ASTM -  The American Society of Testing and Materials.

Authorized Agent - A person or entity authorized in writing by the Department to act on its
behalf in the implementation and oversight of responsibilities, as identified in 310 CMR 15.000.

Bank (Coastal) - Any land or surface area so defined by the Massachusetts Wetlands Protection
Act, M.G.L. c. 131, § 40 and 310 CMR 10.30(2).  Generally, the seaward face or side of any
elevated landform, other than a coastal dune, which lies at the landward edge of a coastal beach,
land subject to tidal action, or other wetland.

Bank (Inland) - Any land or surface area so defined by the Massachusetts Wetlands Protection
Act, M.G.L. c. 131, § 40  and 310 CMR 10.54(2).  Generally, a portion of the land surface which
normally abuts and confines a water body.

Barrier Beach - Any land or surface area so defined by the Massachusetts Wetlands Protection
Act, M.G.L. c. 131, § 40 and 310 CMR 10.29(2).  Generally, a narrow low-lying strip of land
generally consisting of coastal beaches and coastal dunes extending roughly parallel to the trend
of the coast, separated from the mainland by a narrow body of fresh, brackish, or saline water
or a marsh system.

Bedrock - Solid rock exposed at the surface or overlain by unconsolidated gravel, sand, silt
and/or clay.  Bedrock includes weathered or saprolitic components thereof.  Bedrock types are
defined and most of their areal extent are described in the "Bedrock Geologic Map of
Massachusetts" published by the Massachusetts Department of Public Works (1983).

Bedroom - A room providing privacy, intended primarily for sleeping and consisting of all of the
following:

(a)   floor space of no less than 70 square feet;
(b)   for new construction, a ceiling height of no less than seven feet three inches;
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15.002:   continued

(c)   for existing houses and for mobile homes, a ceiling height of no less than seven feet zero
inches;
(d)   an electrical service and ventilation; and
(e)   at least one window.
Living rooms, dining rooms, kitchens, halls, bathrooms, unfinished cellars and unheated

storage areas over garages are not considered bedrooms.  Single family dwellings shall be
presumed to have at least three bedrooms.  Where the total number of rooms for single family
dwellings exceeds eight, not including bathrooms, hallways, unfinished cellars and unheated
storage areas, the number of bedrooms presumed shall be calculated by dividing the total number
of rooms by two then rounding down to the next lowest whole number.  The applicant may
design a system using design flows for a smaller number of bedrooms than are presumed in this
definition by granting to the Approving Authority a deed restriction limiting the number of
bedrooms to the smaller number.

Biological Mat - A layer composed of microorganisms and organic material located below a soil
absorption system which forms on the infiltrative surface of soil and which provides biological
treatment of septic tank effluent.

Blackwater - Wastewater from toilets, urinals, and any drains equipped with garbage grinders.

Bordering Vegetated Wetland - Any land or surface area so defined by the Massachusetts
Wetlands Protection Act, M.G.L. c. 131, § 40 and 310 CMR 10.55(2).

Building - A structure enclosed within exterior walls or firewalls, built, erected, or framed of any
materials, whether portable or fixed, having a roof, to form a structure for the shelter of persons,
animals or property.

Building Sewer - A pipe which begins outside the inner face of a building wall and extends to
an on-site system or municipal or private sewer.

Campground - A facility regulated pursuant to 105 CMR 430.00:  Minimum Standards for
Recreational Camps for Children (State Sanitary Code:  Chapter IV)  or 105 CMR
440.00:  Minimum Standards for Developed Family Type Campgrounds (State Sanitary Code:
Chapter VI)  and any campground operated by the Department of Conservation and Recreation
in a State Park.

Cellar Wall - That portion of the outside surface of the foundation wall enclosing a full basement
which is above the cellar floor and below the ground surface.

Certificate of Compliance or Certificate -  A certificate issued by the Approving Authority to the
owner or operator of a system in accordance with 310 CMR 15.021 indicating that an on-site
system has been constructed or upgraded, and inspected, as necessary in compliance with
310 CMR 15.000.

Certified System - An alternative system which has been approved by the Department for
specified uses or site conditions pursuant to 310 CMR 15.288.  Systems which have been
certified may be approved for use by approving authorities without further Departmental review
but subject to any limitations on their use imposed by the Department pursuant to
310 CMR 15.000.

Certified Vernal Pool - A surface water body that has been certified by the Massachusetts
Division of Fisheries and Wildlife as a vernal pool in accordance with the "Vernal Pool
Certification Guidelines" pursuant to the Massachusetts Natural Heritage and Endangered
Species Program administered by the Massachusetts Department of Fish and Game at the time
a permit application is submitted to the Approving Authority. 

Cesspool - A pit with open-jointed linings or holes in the bottom and/or sidewalls into which raw
sewage is discharged, the liquid portion of the sewage being disposed of by seeping or leaching
into the surrounding soils, and the solids or sludge being retained in the pit.  Cesspools are
nonconforming systems.
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310 CMR:   DEPARTMENT OF ENVIRONMENTAL PROTECTION

15.245:   Soil Absorption System Siting Requirements

(1)   Systems serving new construction shall not be sited in areas with percolation rates slower
than 60 minutes per inch.

(2)   When recorded percolation rates are between those listed in 310 CMR 15.242, the next
slower rate shall be used for design purposes.

(3)   Surface and subsurface drainage shall be directed away from the soil absorption system.

(4)   Approval of a soil absorption system in soils with a recorded percolation rate of between
60 and 90 minutes per inch may be granted only for upgrades of existing systems with no
increase in design flow.  In such cases, the soil absorption system design shall be based on a
maximum effluent loading rate of 0.15 gpd/square foot.

15.246:   Excavation and Flagging of Soil Absorption System

(1)   Excavation for construction of a soil absorption system may be by mechanical means,
provided care is taken to assure that the soil at the bottom of the excavation is not compacted or
smeared. The bottom and sides of the excavation shall be level and scarified. Vehicular traffic
and parking of vehicles or equipment in or on the area of the soil absorption system should be
avoided at all times prior, during and after construction of the system.

(2)   Prior to the installation of the soil absorption system and until receipt of a Certificate of
Compliance from the Approving Authority in accordance with 310 CMR 15.021, the perimeter
of the soil absorption system shall be staked and flagged to identify the location of the soil
absorption system and prevent the use of such area for all activities which might damage the soil
absorption system.  Such flagging is not intended to preclude the final grading and landscaping
of the area of the soil absorption system.  Stockpiling of materials or equipment within the area
is prohibited.

15.247:   Aggregate

Aggregate shall be required for all soil absorption systems, unless otherwise approved in
writing by the Department in accordance with 310 CMR 15.280 through 15.288, according to
the following specifications:

(a)   Base aggregate for leaching structures shall be provided from below the elevation of the
crown of the distribution line(s) to the bottom elevation of the soil absorption system and
shall consist of double washed stone ranging from ¾ to 1½ inches in diameter and shall be
free of iron particles, fines and dust in place;
(b)   A minimum of a two-inch layer of double washed stone ranging from c to ½ inch
diameter and free of iron particles, fines and dust in place shall cover the base aggregate to
prevent intrusion of fine textured soils to the system.  Geotextile fabric may be substituted
for the minimum two-inch layer of double washed stone.

15.248:   Reserve Area

(1)   Systems for new construction or increased flow designed and approved in accordance with
310 CMR 15.000 shall include a reserve area sufficient to replace the primary soil absorption
system.  The area required for the reserve area shall be calculated in accordance with 310 CMR
15.242 (effluent loading rates), based on the percolation rate in the reserve area.

(2)   No permanent buildings or other structures shall be constructed on the reserve area.
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15.249:   Design Criteria for Soil Absorption Systems

(1)   Every soil absorption system shall consist of one or more trenches, beds, fields, pits,
galleries or chambers.

(2)   Effluent disposal area requirements shall be determined in accordance with 310 CMR
15.242. 

(3)   System designs employing equipment designed to distribute effluent without the use of
aggregate (i.e., "gravelless systems") are prohibited except in accordance with the procedures set
forth at 310 CMR 15.280 through 15.288.

(4)   Soil absorption systems for Class III and IV soils with percolation rates greater than 60
minutes per inch shall not include beds or fields except in accordance with 310 CMR 15.245(4).

15.251:   Trenches

(1)   Trench Design Specifications:
(a)   Length (each trench) 100 feet maximum
(b)   Width (each trench)   2 feet minimum

  3 feet maximum
(c)   Effective Depth:  shall be equal to the depth of the trench below the invert of the
distribution pipe with a minimum of six inches up to a maximum of two feet.
(d)   The minimum separation distance between any two trenches shall be two times the
effective width or depth of each trench, whichever is greater, or where the area between
trenches is designated as reserve area, three times the effective width or depth of each trench,
whichever is greater.
(e)   The effective leaching area shall be calculated using the bottom area and a maximum
of two feet (per side) of side wall area for each trench.

(2)   Trenches shall be situated, where possible, with their long dimension perpendicular to the
slope of the natural soil.  Where possible they shall follow the contour lines.

(3)   Trenches constructed at different elevations shall be designed to prevent effluent from the
higher trench(es) flowing into the lower trench(es).

(4)   The area between trenches may be designated as system reserve area only where the
separation distance between the excavation sidewalls of the primary trenches is at least three
times the effective width or depth of each trench, whichever is greater.

(5)   Distribution lines for soil absorption systems shall be constructed of either polyvinyl
chloride (PVC), acrylonitrile-butadiene-styrene (ABS), or high density polyethylene (HDPE).
PVC pipe shall be schedule 40 General Purpose Sewer Pipe (ASTM D 1785), schedule 40 Drain,
Waste and Vent Pipe (ASTM D 2665) or SDR 35 PVC Gravity Sewer Pipe and Drain Pipe
(ASTM D 3034).  ABS pipe shall be schedule 40 (ASTM F 628).  HDPE pipe shall meet ASTM
F 810 for Smoothwall Polyethylene Pipe for use in Drainage and Waste Disposal Fields. A
material that meets an equivalent ASTM standard as a material specified in 310 CMR 15.251(5)
may be substituted for that material.

(6)   All connections and joints shall be mechanically sound and tight.

(7)   Minimum diameter of each gravity distribution line shall be three inches.

(8)   Gravitiy effluent distribution line outlet orifices shall be evenly spaced along two rows
running the length of the line, on each side, midway between the invert and center-line which
separates the upper and lower halves of the pipe, and orifices shall be no smaller than d inch and
no larger than e inch in diameter.

(9)   Gravity effluent distribution lines shall have a slope of 0.005 feet per foot along a straight
line without bends and shall have ends capped or connected together by unperforated pipe of the
same materials specifications.
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15.251:   continued

(10)   Distribution lines connecting the distribution box or pump chamber to the soil absorption
system distribution lines shall be unperforated with water tight connections and joints.

(11)   Effluent distribution lines exceeding 50 feet in length shall be connected and venting
provided in accordance with 310 CMR 15.241.

15.252:   Beds or Fields

(1)   The use of leaching beds or fields is restricted to systems with a calculated design flow of
less than 5,000 gpd per leaching bed or field.

(2)   Bed or field specifications:
(a)   Minimum number of distribution lines = 2.
(b)   Length - 100 feet maximum.
(c)   Slope of distribution lines - 0.005 feet per foot.
(d)   Separation distance between lines - six feet maximum.
(e)   Lateral separation distance between lines and edge of the bed - four feet maximum.
(f)   Separation distance between adjacent beds/fields - ten feet.
(g)   Aggregate depth (below the invert of the distribution lines) - six inches minimum, 12
inches maximum.
(h)   Distribution lines - refer to 310 CMR 15.251(5) through (10) (Trenches).
(i)   Effective leaching area - shall include only the bottom area, not the sidewalls.

15.253:   Pits, Galleries, or Chambers

(1)   Pit, Gallery or Chamber design specifications:
(a)   Effective Depth - A maximum of two feet of sidewall depth below the invert of the inlet
per unit shall be used when calculating the effective leaching area.
(b)   Surrounding Aggregate - 1 foot minimum per side. 

4 feet maximum per side.
(c)   Separation Distance Between Units - two times the effective width or depth, whichever
is greater.

(2)   Construction shall be of precast perforated concrete or interlocking concrete blocks laid dry
with open joints in a manner to prevent displacement or as otherwise approved by the
Department.

(3)   Each pit, gallery or chamber shall have a minimum of one inspection access cover per unit.
For systems with a design flow greater than 2,000 gpd, the manholes shall be at least 24 inches
in diameter with metal frames and covers to finished grade.

(4)   When two or more pits are used, the system shall be designed so that all pits function in
parallel.

(5)   Two or more chambers or galleries connected in series shall constitute a chamber or gallery
system.  The application of 310 CMR 15.253(1)(c) (separation distance) shall be applied to
adjacent chamber or gallery systems as a unit rather than to the individually connected chambers
or galleries.

(6)   Inlets to chamber and gallery systems installed in trench configuration shall be provided at
intervals not to exceed 20 feet. Chamber or gallery systems in bed configuration shall be
provided with at least one inlet for every 40-foot square section.

(7)   when using pits, galleries, or chambers in a leaching bed or field configuration, the effective
leaching area shall include only the bottom area, not the side walls.
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15.254:   Pressure Dosing and Pressure Distribution

(1)   Gravity Distribution.
(a)   Dosing systems employing gravity distribution to the soil absorption system shall be
restricted to systems designed to accept less than 2,000 gpd.
(b)   The dosing chamber and pumps shall be designed in accordance with 310 CMR 15.231.
(c)   Distribution lines to the soil absorption system shall have a minimum diameter of two
inches and shall otherwise be in conformance with the provisions of 310 CMR
15.251(Trenches).
(d)   Septic tank effluent shall be dosed to the soil absorption system at a rate based on
volume and number of doses that prevent the ponding of the effluent in the soil absorption
system.

(2)   Pressure Distribution.
(a)   Pressure distribution of septic tank/recirculating sand filter effluent to the soil absorption
system shall be required for: a system to serve a facility with a design flow of 2,000 gpd or
greater; a system that is not designed to discharge by gravity either from the septic tank or
to the soil absorption system; a system designed for intermittent discharge of effluent to the
soil absorption system; and a system with a multiple soil absorption system, unless otherwise
determined in writing by the Approving Authority. 
(b)   The pumping chamber and pumps shall be designed in accordance with 310 CMR
15.231. 
(c)   The pressure distribution system shall be designed in accordance with Department
guidance.
(d)   Pumps, alarms and other equipment requiring periodic or routine inspection and
maintenance shall be operated, inspected and maintained in accordance with the
manufacturer's and the designer's specifications.  In no instance shall inspection be performed
less frequently than once every three months for a system serving a facility with a design
flow of 2,000 gallons per day or greater and annually for a system serving a facility with a
design flow of less than 2,000 gallons per day.  The system owner shall submit the results
of such inspections to the Approving Authority annually by January 31  of each year for thest

previous calendar year. 

15.255:   Construction in Fill

(1)   Any system where fill is required to replace topsoil, peat or other unsuitable or impervious
soil layer above the requisite four feet of naturally occurring pervious material is a system
constructed in fill.  Any system constructed in fill which extends either wholly or partially above
natural grade for the purpose of complying with 310 CMR 15.212 (depth to groundwater) is a
mounded system.  All soil absorption systems constructed in fill shall be sized using the soil
class of the underlying naturally occurring pervious material.

(2)   The finished side slopes of a mounded system shall not be steeper than 3:1
(horizontal:vertical).  A minimum 15 foot horizontal separation distance shall be provided
between the soil absorption area and the adjacent side slope as measured from the edge of the
top of the two inch layer of c to ½ inch washed stone aggregate or geotextile fabric cover.  The
toe of the slope shall be a minimum of five feet from any property line, or a swale or other
drainage system directing runoff away from the adjacent property shall be installed.  Adjustments
to the above horizontal separation may be allowed if a suitable impervious barrier is installed to
prevent potential sewage breakout.  The impervious barrier shall meet the following
requirements:

(a)   the impervious barrier shall be designed by a Massachusetts Registered Sanitarian or a
Massachusetts Registered Professional Engineer.
(b)   construction  of the impervious barrier shall be supervised by the designer. 
(c)   prior to issuance of a Certificate of Compliance, the applicant shall submit to the
Approving Authority an as-built plan prepared and certified by the designer that the
impervious barrier has been constructed in accordance with the approved design plan.
(d)   the elevation of the top of the impervious barrier shall be no lower than the "breakout"
elevation, which is the elevation of the top of the two inch layer of c inch to ½ inch washed
stone aggregate cover.
(e)   the recommended distance from the impervious barrier to the edge of the soil absorption
system closest to the barrier should be at least ten feet.
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15.255:   continued

(f)   where a retaining wall to stabilize the slope is required and also is proposed as an
impervious barrier, in addition to meeting the requirements in 310 CMR 15.255(2), it shall
be constructed of suitable structural material and be designed by a Massachusetts Registered
Professional Engineer.

(3)   Fill material for systems constructed in fill shall consist of select on-site or imported soil
material.  The fill shall be comprised of clean granular sand, be free from organic matter and
deleterious substances, and shall not contain Remediation Waste as that term is defined in
310 CMR 40.0000.  Mixtures and layers of different classes of soil shall not be used.  The fill
shall not contain any material larger than two inches. A sieve analysis, using a #4 sieve, shall be
performed on a representative sample of the fill. Up to 45% by weight of the fill sample may be
retained on the #4 sieve.  Sieve analyses also shall be performed on the fraction of the fill sample
passing the #4 sieve, such analyses must demonstrate that the material meets each of the
following specifications:

SIEVE SIZE     EFFECTIVE % THAT MUST
PARTICLE SIZE    PASS SIEVE

#   4   4.75  mm 100%
# 50   0.30  mm 10% - 100%
#100   0.15  mm  0% -  20%
#200   0.075 mm  0% -   5%

A plot of the sieve analyses of the portion of the sample passing the #4 sieve shall fall on or
between the lines on the following graph:
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(4)   If required by the Approving Authority, a minimum of one representative sample shall be
taken from the in-place fill for a system serving a single family residence and tested for
compliance with the grain size distribution specification.  One soil test per pit per removal day
shall be required for systems with design flows of 2,000 gpd or more.

(5)   Where fill is required to replace unsuitable or impermeable soils, the excavation of the
unsuitable material shall extend a minimum of five feet laterally in all directions beyond the
outer perimeter of the soil absorption system to the depth of naturally occurring pervious
material as required by 310 CMR 15.240 (soil absorption systems) and replaced with fill material
meeting the specifications of 310 CMR 15.255(3).

(6)   Prior to placement of the fill, which shall be stockpiled at the edge of the excavation and
filled in gradually, the bottom surface of the excavation shall be scarified and relatively dry.  Fill
shall not be placed during rain or snow storms.  If the groundwater elevation is above the
elevation of the bottom of the excavation, the excavation shall be dewatered prior to placement
of the fill.

15.260:   Tight Tanks

(1)   Approval of a tight tank may be granted only to eliminate a failed on-site system when no
other feasible alternative to upgrade the system in accordance with 310 CMR 15.201 through
15.293 exists, except as provided in 310 CMR 15.260(8).  Tight tanks shall not be approved for
new construction or for increased flow to existing systems except as approved by the Approving
Authority for:

(a)   boat waste pump-out facilities where no other feasible alternative exists; or
(b)   to serve buildings necessary for the operation of a public water supply where it is not
feasible to connect to a sewer or to construct a system in compliance with 310 CMR 15.000;
(c)   to serve publicly owned and operated seasonal structures where it is not feasible to
connect to a sewer or to construct a system in compliance with 310 CMR 15.000.

(2)   The design of a tight tank shall conform to the following criteria:
(a)   The tight tank shall be sized at a minimum of 500% of the system sewage design flow
established by 310 CMR 15.203, but in no case less than 2,000 gallons;
(b)   plans for the tank shall be prepared, stamped and signed by a Massachusetts Registered
Professional Engineer or Registered Sanitarian and submitted to the Approving Authority by
the applicant for approval;
(c)   audio and visual alarms shall be set to activate at 3/5 tank capacity in a suitably
convenient location.  Transmission of the alarm signal to a locus manned 24 hours per day
may be required;
(d)   the application for approval shall indicate the method and frequency of removal of the
contents;
(e)   the specific location and method of disposal of the contents shall be indicated and be in
accordance with 310 CMR 15.501 through 15.505;
(f)   the tight tank shall have at least one 24-inch diameter cast iron frame and cover at
finished grade constructed so as to eliminate entrance of surface waters.  Permanent suction
piping may also be required;
(g)   the tight tank shall be located so as to provide year round access for pumping; 
(h)   a permit to install the tank shall be obtained from the Approving Authority;
(i)   an operation and maintenance plan, acceptable to the Approving Authority, shall be
implemented which requires monitoring of the system to ensure proper operation and
maintenance;
(j)   the tight tank shall be waterproof and watertight and shall not be located below the water
table without extensive testing to prove the integrity of the tank and design against uplift;
(k)   aeration or other method of odor control may be required; and
(l)   the tight tank shall be designed in compliance with the requirements for the construction
of septic tanks in 310 CMR 15.226(1) through (4).

(3)   The Approving Authority may require the submission of monthly or less frequent reports
concerning operation and maintenance of the tank.
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(4)   No tight tank shall be utilized until written certification by a Massachusetts Registered
Professional Engineer or Registered Sanitarian that the tight tank has been constructed and
installed in accordance with the approved plan has been submitted to the Approving Authority.

(5)   When a sewer system becomes available, any person owning a tight tank shall connect to
the sewer within 30 days and the tight tank system shall be abandoned in accordance with
310 CMR 15.354.

(6)   Prior to the issuance of the Disposal System Construction permit for a tight tank, the facility
owner shall record or register in the chain of title for the property served by the tight tank at the
Registry of Deeds or the Land Registration Office, as applicable, a copy of the Approving
Authority's written approval.

(7)   No tight tank shall be constructed in a velocity zone on a coastal beach, barrier beach, or
dune, or in a regulatory floodway, unless it replaces a tank in existence on the site as of
March 31, 1995, that has been damaged or destroyed, and placement of the tank outside of the
velocity zone or regulatory floodway, either horizontally or vertically, is not feasible. 

(8)   The Approving Authority may allow the use of a tight tank at an existing, seasonal-use
residential facility as remedial upgrade of the failed system serving such facility.  For the
purposes of 310 CMR 15.260(8), a seasonal-use residential facility means a residential facility
that is used six months or less during the calendar year.  This approval may be renewed upon
transfer of the property.   The tight tank must comply with the provisions of 310 CMR 15.260.
Prior to the issuance of the Certificate of Compliance by the Approving Authority the facility
owner shall record or register in the chain of title for the property served by the tight tank at the
Registry of Deeds or the Land Registration Office, as applicable, a deed restriction limiting the
facility to seasonal residential use and to the approved design flow.

15.262:   Greywater Systems

(1)   Greywater from residential, commercial and public facilities may be discharged or reused
in accordance with the provisions of 310 CMR 15.262.  For purposes of 310 CMR 15.262,
public facilities shall include facilities owned or operated by a local political subdivision of the
Commonwealth or an agency of the Commonwealth or federal government.

(2)   Soil Absorption System for Greywater.  When the total discharge to an on-site subsurface
sewage disposal consists entirely of greywater as defined in 310 CMR 15.002 (Greywater), the
following shall apply:

(a)   the minimum soil absorption area for residential systems, as determined by the results
of the site evaluation set forth in 310 CMR 15.100 through 15.107 and in accordance with
the appropriate long-term acceptance rate criteria specified in 310 CMR 15.242, for design
of a soil absorption system for new construction of a facility, or for upgrades to existing
systems may be reduced by no more than 50%, provided, however, that for new construction,
the owners of residential facilities shall demonstrate that  a system in full compliance with
310 CMR 15.000 can be installed on the facility to serve the proposed design flow.
Reductions for commercial and public facility systems shall be determined on a case-by-case
basis as approved by the Department in accordance with 310 CMR 15.203(6). 
(b)   the depth of soil placed as backfill over the system shall be at least nine inches, placed
in lifts and sufficiently compacted to prevent depression due to settling which may intercept
surface runoff above the system.  Backfill must be clean and free of stones greater than two
inches in size.  Tailings, clay, or similar material is prohibited.
(c)   in a remedial upgrade of an existing system with no increase in flow, the required
separation between the bottom of the soil absorption system and the high groundwater
elevation may be reduced to a minimum of two feet in soils with a recorded percolation rate
of more than two minutes per inch or a minimum of three feet in soils with a recorded
percolation rate of two minutes or less per inch.
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(3)   Septic Tanks or Filter for a Greywater System. Greywater systems may include either a
septic tank or a filter, provided the filter has been approved by the Board of State Examiners of
Plumbers and Gas Fitters and/or the Department in accordance with 310 CMR 15.289(1)(b).

(a)   The septic tank shall have a minimum effective liquid capacity of 1000 gallons and shall
be designed in accordance with 310 CMR 15.223 through 15.226.
(b)   Septic tanks for commercial and public facilities shall be at least two thirds the size of
a septic tank based on the design flows presented in 310 CMR 15.203.
(c)   When 310 CMR 15.203 does not provide design flows the design flow shall be based
on historical flows (one year or more) of the facility or similar facilities if historical flows
are not available and shall be 200% of average water meter readings or 125% of the recorded
peak flow, whichever is greater.

(4)   Greywater may be discharged using an alternative to a soil absorption system approved by
the Department pursuant to 310 CMR 15.280 through 15.288.

(5)   Greywater from commercial or public facilities may be approved by the Department on a
case-by-case basis for reuse in accordance with 314 CMR 20.00:  Reclaimed Water Permit
Program and Standards, and applicable policies and guidance of the Department pertaining to
wastewater reuse.

(6)   Greywater systems shall be operated, maintained, and inspected in accordance with
310 CMR 15.300.

(7)   For residential facilities utilizing composting toilets and greywater systems in nitrogen
sensitive areas an allowable loading rate of 660 gpd/acre may be used provided that there is no
discharge of blackwater at the facility and the compost is disposed off-site.  Annual inspections
shall be conducted in accordance with 310 CMR 15.300(5).

(8)   For commercial and public facilities utilizing composting toilets and greywater systems in
nitrogen sensitive areas, an allowable loading rate up to 770 gpd/acre shall be determined by the
Department on a case-by-case basis provided that there is no discharge of blackwater at the
facility and the compost is disposed off-site.  Annual inspections shall be conducted in
accordance with 310 CMR 15.300(5).

(9)   Greywater systems for new construction or increases in flows to existing systems within
nitrogen sensitive areas as defined in 310 CMR 15.215 must comply with the nitrogen loading
limitations in accordance with 310 CMR 15.214.

15.280:   Approval of Alternative Systems

15.281:   Purpose

(1)   Alternative systems, when properly designed, constructed, operated and maintained, may
provide enhanced protection of public health, safety, welfare and the environment.  The purposes
of 310 CMR 15.281 through 15.288 are:  to provide an orderly system to facilitate review of
proposed alternative systems; to encourage development of alternative systems with performance
superior to conventional systems; and to ensure that alternative systems are approved with
appropriate conditions to protect public health, safety, welfare and the environment. 

(2)   The provisions of 310 CMR 15.281 through 15.288 shall apply to all proposals to construct,
upgrade, or replace on-site systems using alternative systems.
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(3)   Any proposed system which is designed or constructed in any manner other than as
described in 310 CMR 15.100 through 15.262 shall be considered an alternative system, unless
a groundwater discharge permit is obtained pursuant to 314 CMR 5.00 (groundwater discharge
permit program).  Alternative systems may include substitutes or alternatives for one or more
components of a conventional system as described in 310 CMR 15.100 through 15.262, or may
be fundamentally different approaches intended to eliminate the need for a conventional system.
The use of an alternative system in accordance with conditions established pursuant to 310 CMR
15.281 through 15.289 may be authorized without a variance.   It shall be a violation of
310 CMR 15.000 for any person to sell or  install an alternative system which has not been
approved by the Department.

(4)   The review processes established in 310 CMR 15.280 through 15.288 are intended to
provide two different mechanisms for approval of alternative systems.  Approval for remedial
use (310 CMR 15.284) is intended to provide a mechanism for system owners to improve
existing conditions at particular sites (including upgrade or replacement of failed or
nonconforming systems) through the use of an alternative system.  The sequence of approval for
piloting (310 CMR 15.285), provisional approval (310 CMR 15.286), and certification for
general use (310 CMR 15.288), is intended to provide a process through which proponents of
an alternative system may have that system approved for general usage in the Commonwealth,
including use for new construction.  This sequence is intended to develop information on the
performance of the alternative system; if adequate information from other jurisdictions or from
systems in remedial use is available, it is unnecessary to proceed separately through all three
steps of this sequence.  

15.282:   Types of Alternative Systems

Alternative systems proposed may include, but shall not be limited to, any of the following:

(1)   humus or other composting toilets;

(2)   alternative mounded systems (such as the "Wisconsin mound") designed to overcome
limiting site conditions;

(3)   any system designed to chemically or mechanically aerate, filter, separate or pump the
liquid, semi-solid or solid constituents in the system; or

(4)   any system designed specifically to reduce, convert, or remove nitrogenous compounds,
phosphorus, or pathogenic organisms (including bacteria and viruses) by biological, chemical,
or physical means.

15.283:   Process for Review of Alternative System Proposals

(1)   A person seeking approval of an alternative system shall prepare and submit a formal
application to the Department, or an agent authorized by the Department.  No application to the
Department is required for use of an alternative system that has been certified for general use
pursuant to 310 CMR 15.288, provided that such use is consistent with any conditions
established in the certification.

(2)   For site specific piloting use approval pursuant to 310 CMR 15.285, the applicant shall
obtain the approval of the Local Approving Authority prior to seeking approval by the
Department.

(3)   Any proposal to construct, upgrade or expand any existing system using an alternative
system of any type shall be subject to the permitting requirements set forth at 314 CMR 5.00
(discharges of pollutants to groundwater) unless the applicant complies with the terms and
conditions of 310 CMR 15.281 through 15.288.
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(4)   The Department or an agent authorized by the Department may request additional
information regarding alternative system proposals in the course of its application review,
pursuant to 310 CMR 4.00:  Timely Action Schedule and Fee Provisions, and may consider any
such information submitted when acting on the application.

(5)   When using alternative systems designed under 310 CMR 15.280 through 15.288, if the
facility design and operation will result in flows significantly different from the values listed in
310 CMR 15.203(1) through (5), the alternative technology shall reflect the actual range of flows
and loadings that the facility is expected to generate rather than the peak flow values listed in
310 CMR 15.203(1) through (5).  The applicant, with the approval of the Department, may
request to demonstrate a more appropriate design flow in accordance with 310 CMR 15.203(6).
Notwithstanding the requirements of 310 CMR 15.203(6), the Department may establish a
design flow thereunder that is based on the actual range of flows rather than based on 200% of
average water meter readings.  The soil absorption system and other units shall still be designed
in accordance with 310 CMR 15.203(1) through (5) and 15.242.

15.284:   Approval for Remedial Use

(1)   The purpose of approval for remedial use is to allow for the rapid approval of an alternative
system that is likely to improve existing conditions at a particular facility or facilities currently
served by a failed, failing or nonconforming system.

(2)   Remedial use of an alternative system shall be allowed where the Department finds that all
of the following conditions are met:

(a)   the proposed use of the alternative system is for upgrade of a failed, failing or
nonconforming existing system(s);
(b)   the design flow is less than 10,000 gallons per day, and there is no increase in design
flow to be served by the proposed alternative system;
(c)   the applicant has established, through evidence of effective past performance of the
alternative system over a period of at least one year of general usage in other states where
relevant physical and climatological conditions are similar to those in Massachusetts, that the
alternative system will provide a level of environmental protection 

1.   at least equivalent to that of a system designed and constructed in accordance with
310 CMR 15.100 through 15.255, for use where connection to a sewer system is not
feasible, or 
2.   at least equivalent to a sewer system, for use where connection to a sewer system is
feasible.
The Department may waive this requirement in situations where such evidence is already

on file with the Department for that system.  When relying on system performance in other
states, all available information including but not limited to a copy of the other state’s written
approval, testing and performance data shall be provided.
(d)   the Local Approving Authority has found that that conditions of 310 CMR 15.284(2)(a)
through (c) are satisfied; and 
(e)   the applicant has made arrangements through contract with a vendor or in another
manner acceptable to the local Approving Authority and the Department to ensure that
necessary operation and maintenance of the alternative system will be performed
appropriately.

(3)   The provisions of 310 CMR 15.287 apply to any remedial use of an alternative system.

(4)   If at any time the Local Approving Authority or the Department determines that a system
that has been installed pursuant to an approval for remedial use is failing or has failed,
enforcement action may be taken.

(5)   Unless an environmental and performance monitoring and reporting program has been
approved by the Department and implemented at facilities approved for remedial use, the record
of performance of an alternative system at such facilities shall not constitute a basis to approve
that alternative system for provisional use or to certify the system for general use.  Approval for
remedial use is not intended to provide the sole means for demonstrating that an alternative
system is acceptable for provisional approval or certification for general use.
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(6)   In approving remedial use of an alternative system, the Department shall determine whether
any person wishing to use such system must connect the facility to a sanitary sewer if such
connection is or becomes feasible.

15.285:   Approval for Piloting

(1)   Approval for piloting is intended to provide field testing and technical demonstration that
a particular alternative system can or cannot function effectively under relevant physical and
climatological conditions at one or more pilot facilities.   Although information obtained during
piloting is likely to be relevant to long term operation and maintenance concerns about a
particular alternative system, approval for piloting is not intended, in and by itself, to provide a
full evaluation of these issues.  Approvals for site-specific piloting may be issued to technology
proponents or to individuals seeking to use an alternative system at a particular Facility.

(2)   The Department shall approve a number of pilot facilities, not greater than 15, at which
piloting may be conducted for an alternative system, and shall approve each individual proposed
piloting facility prior to use of the alternative system on that facility.  The use of multiple piloting
sites is strongly encouraged and may be required by the Department.  Piloting facilities must
comply with one or more of the following conditions:

(a)   the proposed use of the alternative system will modify or replace an existing system
provided there is no increase in design flow to the system;
(b)   the proposed use of the alternative system is for new construction or increased flow to
serve a facility for which an on-site sewage disposal system in compliance with 310 CMR
15.000 exists on site, or for which a site evaluation for an on-site system in compliance with
310 CMR 15.100 through 15.255 has been approved by the Approving Authority;
(c)   the proposed use of the alternative system is for new construction or increased flow to
serve a facility which has access to a municipal sewer, as evidenced by a local connection
or discharge permit, to which any discharge from the proposed system will be made should
the alternative system fail; or
(d)   the site is owned or controlled by an agency of the Commonwealth or of the federal
government and has been approved by the Department.
A local Approving Authority may impose additional conditions on the use of alternative

systems approved for piloting under 310 CMR 15.000 only in accordance with regulations
adopted pursuant to 310 CMR 15.003(3). 

(3)   The Department shall approve an alternative system for piloting when all of the following
conditions are met:

(a)   the Department has determined, based upon relevant technical data including without
limitation actual field performance of the proposed alternative system in other states or data
obtained by independent testing organizations, that the proposed alternative system is likely
to be capable of providing a level of environmental protection at least equivalent to that of
a system designed and constructed in accordance with 310 CMR 15.100 through 15.255.
When relying on system performance in other states, all available information including but
not limited to a copy of the other state’s written approval, testing and performance data shall
be provided;
(b)   the applicant has proposed an environmental monitoring and reporting plan covering no
less than 18 months of operation at each pilot facility that will produce a timely and full
technical evaluation of the performance of the alternative system at the pilot facilities,
including prompt identification of performance difficulties and the effectiveness of any
corrective actions or adjustments to the alternative system; and 
(c)   the applicant has made arrangements through contract with a vendor or in another
manner acceptable to the Department and the local Approving Authority to ensure that
necessary operation and maintenance activities will be performed appropriately.

(4)   The Department may establish special conditions, as it deems necessary, to ensure
protection of public health, safety, welfare and the environment in its approval for piloting.  

(5)   The provisions of 310 CMR 15.287 apply to any piloting of an alternative system.
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(6)   If at any time the Department or the local Approving Authority determines that an
alternative system installed pursuant to an approval for piloting is failing or has failed,
enforcement action may be taken.

(7)   Upon completion of piloting in compliance with 310 CMR 15.285, the Department may:
grant provisional approval of the alternative system pursuant to 310 CMR 15.286; determine that
additional piloting in accordance with this 310 CMR 15.285 is required; or disapprove use of the
alternative system.  The Department may determine that successful site-specific pilots may
remain in place at an individual Facility on a long-term basis consistent with the terms and
conditions of the system approval.

(8)   If the Department determines that additional piloting is necessary, it may require an
additional number of piloting facilities, not greater than five, and may require any modifications
or adjustments to the alternative system, or impose such other requirements, as the Department
deems necessary to ensure protection of public health, safety, welfare and the environment.

(9)   Should the Department disapprove use of the alternative system, any person wishing to use
such an alternative system may file a permit application for use of such alternative system
pursuant to 314 CMR 5.00:  Ground Water Discharge Permit Program.  Denial for the use of
an alternative system pursuant to 310 CMR 15.000 shall not prejudice any action on an
application pursuant to 314 CMR 5.00:  Ground Water Discharge Permit Program.

(10)   It shall be a violation of 310 CMR 15.000 to make a false representation that an alternative
system has been approved for piloting.

15.286:   Provisional Approval of Alternative System

(1)   Provisional approval is intended to evaluate alternative systems that appear technically
capable of providing levels of protection at least equivalent to those of standard on-site disposal
systems, to determine whether, under actual field conditions in Massachusetts with broader usage
than a controlled pilot setting, general use of the alternative system will provide such protection,
and to determine whether any additional conditions addressing long term operation, maintenance
and monitoring considerations are necessary to ensure that such protection will be provided.

(2)   The Department shall grant provisional approval for use of an alternative system where
connection to a sewer is not feasible if the applicant demonstrates that the alternative system is
likely to provide a level of environmental protection at least equivalent to that of a system
designed and constructed in accordance with 310 CMR 15.100 through 15.255.  The Department
shall grant provisional approval for use of an alternative system where connection to a sewer is
feasible if the applicant demonstrates that the alternative system is likely to provide a level of
environmental protection at least equivalent to that of a sewer in the following manner: 

(a)   evidence, satisfactory to the Department, of effective past performance of the alternative
system over a period of at least two years of general usage in one or more states where
relevant physical and climatological conditions are comparable to those in Massachusetts;
or
(b)   successful completion of piloting pursuant to 310 CMR 15.285, or equivalent piloting
in one or more states where relevant physical and climatological conditions are comparable
to those in Massachusetts.  Piloting shall be considered successful when at least 75% of
piloted systems have performed at the relevant level for at least 12 months.
When relying on system performance in other state’s, all available information including but

not limited to a copy of the other state’s written approval, testing and performance data shall be
provided.
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(3)   The Department may establish any special conditions  deemed necessary to ensure adequate
protection of public health, safety and the environment, and to ensure appropriate evaluation and
testing of the alternative system in the provisional use approval.  Such conditions may include
without limitation: specification of site or effluent characteristics; flow limitations; monitoring,
testing, and reporting requirements; operation and maintenance contracting requirements; and
financial assurance mechanisms.  The Department may also specify changes or modifications of
requirements otherwise applicable to conventional systems that are appropriate for use of the
alternative system.

(4)   The  Approving Authority may allow the use of a provisionally approved system, subject
to any special conditions established pursuant to 310 CMR 15.286(3), in any of the following
situations:

(a)   the proposed use of the alternative system is for upgrade of an existing system that has
failed, is failing, or is nonconforming; provided there is no increase in design flow to the
system.  If connection of the facility to a sewer is feasible, provisional use shall be allowed
only if the Department has determined that the alternative system is likely to provide a level
of environmental protection at least equivalent to that of a sewer;
(b)   the proposed use of the alternative system is for new construction or increased flow to
serve a facility where access to a sewer is not feasible and for which an on site sewage
disposal system in compliance with 310 CMR 15.000 exists on site, or for which a site
evaluation for an on site system in compliance with 310 CMR 15.100 through 15.255 has
been approved by the Approving Authority;
(c)   the proposed use of the alternative system is for new construction or increased flow to
serve a facility which has access to a municipal sewer, as evidenced by a local connection
or discharge permit, and to which any discharge from the proposed system will be made
should the alternative system fail, if the Department has determined that the alternative
system is likely to provide a level of environmental protection at least equivalent to that of
a sewer; or
(d)   the site is owned or controlled by an agency of the Commonwealth or of the federal
government and has been approved by the Department for use of the provisionally approved
system.

(5)   A Local Approving Authority may impose additional conditions on the use of alternative
systems approved for provisional use under 310 CMR 15.000 only in accordance with
regulations adopted pursuant to 310 CMR 15.003(3).

(6)   Prior to making a determination on an application for provisional use approval of a
technology pursuant to 310 CMR 15.286, the applicant shall publish notice of the application in
the MEPA Environmental Monitor.

(7)   The proponent of a provisionally approved alternative system shall conduct a performance
evaluation of at least the first three years of operation of at least the first 50 systems installed
pursuant to the provisional approval, and a representative sampling of additional systems
installed during this period in accordance with a plan approved by the Department pursuant to
310 CMR 15.287(2).  The evaluation plan shall be designed to identify promptly any failure of
the alternative system to provide the expected level of environmental protection, and to identify
the cause if possible.  The plan shall provide for reporting to the Department or an agent
authorized by the Department at periodic intervals. 

(8)   Upon receipt of the performance evaluation conducted pursuant to 310 CMR 15.286(7), the
Department may:  certify the alternative system for general use pursuant to 310 CMR 15.288;
determine that additional evaluation in accordance with 310 CMR 15.286 is required; or
disapprove use of the alternative system. 

(9)   If the Department determines that additional evaluation is required, it may require any
modifications or adjustments to the alternative system, or impose such other requirements, as are
necessary. 
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(10)   Should the Department disapprove general use of the alternative system which was
provisionally approved, any person wishing to use such system may file a permit application for
use of the alternative system pursuant to 314 CMR 5.00: Ground Water Discharge Permit
Program.  Disapproval under 310 CMR 15.286 shall not prejudice any action on an application
pursuant to 314 CMR 5.00: Ground Water Discharge Permit Program.

(11)   The conditions established in 310 CMR 15.287 apply to any use of a provisionally-
approved alternative system.

(12)   If at any time the Local Approving Authority or the Department determines that an
alternative system that has been installed pursuant to a provisional approval is failing or has
failed, enforcement action may be taken.

(13)   It shall be a violation of 310 CMR 15.000 to make a false representation that an alternative
system has been approved for provisional use.

15.287:   General Conditions for Use of Alternative Systems Pursuant to 310 CMR 15.284 through 15.286

The following conditions shall apply to all uses of alternative systems pursuant to 310 CMR
15.284 through 15.286:

(1)   All plans and specifications shall be designed in accordance with 310 CMR 15.220.

(2)   Any required operation and maintenance, monitoring and testing plans shall be submitted
to the Department or an agent authorized by the Department and approved by the Department
prior to initiation of the use.  Monitoring and sampling shall be performed in accordance with
a plan approved by the Department.  Sample analysis shall be conducted by an independent U.S.
EPA or Commonwealth of Massachusetts approved testing laboratory, or an approved
independent university laboratory, unless otherwise provided in the written approval of the
Department.  It shall be a violation of 310 CMR 15.000 to omit from a report or falsify any data
collected pursuant to an approved testing plan.

(3)   The facility served by the alternative system and the system itself shall be open to inspection
and sampling by the Department, any agent authorized by the Department, and the Local
Approving Authority at all reasonable times.

(4)   The Department and/or the Local Approving Authority may require the owner or operator
of the system to cease operation of the system and/or to take any other action necessary to protect
public health, safety, welfare and the environment.

(5)   Prior to the transfer of any ownership interest in an alternative system, or of any right or
responsibility to operate an alternative system, the owner or operator shall provide written notice
to the proposed new owner or operator that the system is an alternative system.  Such notice shall
include notice of the general conditions and any special conditions applicable to the system and
its owner.  In addition, the owner shall include either a copy in full or a reference to the notice
of the alternative system described in 310 CMR 15.287(10), and the recording information for
that notice, in the instrument of transfer of any such ownership interest.  In the event of the
transfer of any such right or responsibility without a transfer of ownership interest, the owner or
operator shall include a copy in full or a reference to the notice of the alternative system
described in 310 CMR 15.287(10), and the recording information for that notice, in the
agreement transferring such right or responsibility.

(6)   The owner or operator, or the proponent of the alternative system, shall obtain and provide
the Department or an agent authorized by the Department with a determination from the board
of certification of operators of wastewater treatment facilities established pursuant to
M.G.L. c. 21, § 34A, as to whether a certified operator is required for operation of the alternative
system.  The Department shall waive this requirement if it has on file a determination for the
alternative system, and shall notify the owner, operator, or proponent of the determination.
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(7)   It is a violation of 310 CMR 15.000 to install, construct, or operate an alternative system
except in full compliance with the written approval and 310 CMR 15.287.

(8)   The Department may require the issuance of a groundwater discharge permit pursuant to
314 CMR 5.00:  Ground Water Discharge Permit Program for any alternative system. 

(9)   The system owner shall maintain an operation and maintenance contract with a
Massachusetts certified operator where one is required by 257 CMR 2.00:  Certification of
Operators of Wastewater Treatment Facilities, or otherwise with a person qualified to operate
and maintain the system in accordance with the Department's written approval.

(10)   Prior to obtaining a Certificate of Compliance for installation of a new or upgraded system,
the system owner shall record in the chain of title for the property served by the alternative
system in the Registry of Deeds or Land Registration Office, as applicable, a form of Notice
approved by the Department disclosing the existence of the alternative on-site system and its
approval. The system owner shall provide evidence of such recording to the Approving
Authority.

15.288:   Certification of Alternative Systems for General Use

(1)   Certification for general use is intended to facilitate the use, under appropriate conditions,
of alternative systems that have been demonstrated to provide levels of environmental protection
at least equivalent to those of conventional on-site systems.

(2)   The Department shall certify an alternative system for general use when the Department
determines that the applicant has demonstrated that the alternative system in general usage will
provide a level of environmental protection at least equivalent to that of a conventional on site
system designed and constructed in accordance with 310 CMR 15.100 through 15.255. Such
demonstrations shall include the  evaluation of broad scale field use in Massachusetts pursuant
to 310 CMR 15.286, or comparable use in one or more states where relevant physical and
climatological conditions are similar to those in Massachusetts.  The required demonstration of
comparable use in one or more states shall include, at a minimum, system use and system
monitoring, and operation and maintenance information at least as comprehensive as the in-state
protocols outlined in 310 CMR 15.280 through 310 CMR 15.288.  When relying on system
performance in other states, all available information including but not limited to a copy of the
other state's written approval, testing and performance data shall be provided.  The applicant
shall be considered to have demonstrated effective performance of the out of state systems when
the applicant has demonstrated to the Department's satisfaction that at least 90% of the systems
have performed at a level at least equivalent to that of a conventional on-site system.   

(3)   The Department may establish any special conditions necessary, to ensure adequate
protection of public health, safety, welfare and the environment in its certification of an
alternative system for general use.  Such conditions may include without limitation:
specification of site or effluent characteristics; flow limitations; monitoring, testing, and
reporting requirements; operation and maintenance contracting requirements; a requirement that
a certified operator shall operate the system; or financial assurance mechanisms.  The
Department may also specify changes or modifications of requirements otherwise applicable to
conventional systems that are appropriate for use of the alternative system.  

(4)   A Local Approving Authority may impose additional conditions on the use of alternative
systems certified for general use under 310 CMR 15.000 only in accordance with regulations
adopted pursuant to 310 CMR 15.003(3).

(5)   Systems with performance superior to conventional systems:
(a)   If the Department determines that an alternative system is more effective than
conventional systems in removing nitrates, the Department shall establish the nutrient
removal credit which will be allowed for use of such system pursuant to 310 CMR 15.217,
based on the nutrient removal performance of the approved technology.
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(b)   In certifying an alternative system for general use, the Department may determine that
any person wishing to use such system need not connect the facility to a sanitary sewer if
such connection is or becomes feasible, if the performance of the alternative system will
provide a level of protection to public health and safety and the environment that is at least
equivalent to that of a sewer system.

(6)   Prior to making a determination on an application for general  use approval of a technology
pursuant to 310 CMR 15.288, the Department shall publish notice of the application in the
MEPA Environmental Monitor.

(7)   Should the Department deny certification of the alternative system for general use, any
person wishing to use such system may file a permit application for use of such alternative
system pursuant to 314 CMR 5.00:  Ground Water Discharge Permit Program.  Denial under
310 CMR 15.288 shall not prejudice any action on an application pursuant to 314 CMR
5.00:  Ground Water Discharge Permit Program.

15.289:   Humus/Composting Toilets

(1)   Humus/Composting Toilets are certified for general use subject to the following conditions:
(a)   There shall be no liquid wastewater discharge from the humus/composting toilet.  If the
humus/composting toilet produces a liquid by-product that is not recycled through the toilet,
the liquid by-product must be either:

1.   discharged through a greywater system on the facility that includes a septic tank and
leaching system; or
2.   removed by a licensed septage hauler and properly disposed.

Any other disposal of a liquid by-product requires specific approval by the Department.
(b)   If there is a greywater discharge designed in accordance with 310 CMR 15.262 or a
discharge from a drain equipped with a garbage grinder from the facility, there shall be a
septic tank and a soil absorption system designed in accordance with 310 CMR 15.262(1)(a)
and 310 CMR 15.240(4).  A filter system specifically approved by the Department for that
purpose may be used in place of the septic tank, provided that there is no discharge of
garbage grinder waste or of liquid by-product from the composting toilet to the greywater
system.  For publicly used state and federal facilities at which the only sources of greywater
are handwashing sinks, janitorial basins and drinking water fountains, the Department may
approve a design flow for the greywater system based on water meter readings from the same
or similar facilities with a safety factor to assimilate maximum daily flows. An existing
cesspool may serve as a leaching pit for these purposes where:

1.   the cesspool is pumped and cleaned when the other components of the system are
installed;
2.   the bottom of the cesspool does not extend below the high groundwater elevation as
determined by a Soil Evaluator in accordance with 310 CMR 15.103(3);
3.   the cesspool meets the design criteria of 310 CMR 15.253 (pits, chambers, and
galleries) with respect to effective depth, separation between units, and inspection access,
or the cesspool is replaced by a precast concrete leaching pit meeting those requirements;
and
4.   the hydraulic loading requirements of 310 CMR 15.242 (effluent loading rates) are
satisfied; and 

(c)   The system shall be designed to store compostable and composted solids for at least two
years, unless otherwise approved by the Department.  Residuals from the system shall be
disposed of either:

a.   by burial on-site or in another manner and location approved by the local Approving
Authority, covered with a minimum of six inches of clean compacted earth; or
b.   by a licensed septage hauler.

(2)   Humus/Composting Toilets are certified for general use in new construction for residential
facilities subject to the conditions set forth at 310 CMR 15.289(1)(a), where a system in full
compliance with 310 CMR 15.000 could otherwise be installed on the site.
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(3)   For commercial and public facilities or private organizations, humus/composting toilets are
certified for general use subject to the conditions at 310 CMR 15.289(1)(a) without the need to
demonstrate that a system in full compliance with 310 CMR 15.000 could otherwise be installed
on the site.

15.290:   Shared Systems

(1)   An Approving Authority may allow the use of shared systems, subject to any special
conditions established pursuant to 310 CMR 15.292, to serve two or more facilities that will
result from division of a Facility, for upgrade of existing systems, for new construction, or for
increased flow to an existing system, in accordance with 310 CMR 15.290 through 15.292.

(2)   Any application for use of a shared system shall include the following:
(a)   complete plans and specifications for the system as required by 310 CMR 15.201
through 15.255; 
(b)   a proposed operation and maintenance plan for the shared system;
(c)   a description of the form of ownership which each component of the system serving
more than one Facility will take, together with relevant legal documentation describing or
establishing that ownership including, without limitation, easements, condominium master
deed, or homeowners' association documents.  All forms of private ownership of system
components serving more than one Facility shall establish that each user of the system has
the legal ability to accomplish any necessary maintenance, repair, or upgrade of the
component;
(d)   a description of the financial assurance mechanism proposed to ensure effective long-
term operation and maintenance of the system.  Acceptable financial assurance mechanisms
may include, but are not limited to, an escrow account, letter of credit, performance bond,
or insurance policy, which names the Approving Authority as beneficiary, and which
provides for upgrade of the shared system in the event the shared system fails to protect
public health, safety, welfare or environment pursuant to the criteria established in 310 CMR
15.303.  A copy of the final financial assurance mechanism shall be provided to the
Approving Authority prior to construction of the system; and
(e)   a copy of a proposed Grant of Title 5 Covenant and Easement essentially identical to
that contained in 310 CMR 15.000:  Appendix 1 shall be recorded and/or registered with the
appropriate Registry of Deeds and/or Land Registration Office within 30 days of the
Approving Authority's approval of the Covenant and Easement.  The applicant shall file a
certified Registry copy of this Covenant and Easement with the Approving Authority within
30 days of its date of recordation and/or registration, and prior to construction of the system.

(3)   A Local Approving Authority may impose additional conditions on the use of shared
systems  under 310 CMR 15.000 only in accordance with 310 CMR 15.003(3).

15.291:   Division of a Facility and Upgrades Using Shared Systems

(1)   The Approving Authority may allow use of shared systems for upgrade of existing systems
or to serve two or more facilities that will result from division of a Facility without granting a
variance pursuant to 310 CMR 15.410 through 15.413 only where:

(a)   the proposed shared system satisfies all technical requirements of 310 CMR 15.100
through 15.292 without the need for a variance except setbacks from property lines between
facilities served by the shared system;
(b)   there will be no new construction or increase in design flow from the facility or facilities
to be served by the shared system; 
(c)   the applicant proposes institutional arrangements as described in 310 CMR 15.290(2)(c),
and records a Grant of Title 5 Covenant and Easement essentially identical to that contained
in 310 CMR 15.000:  Appendix 1, in accordance with 310 CMR 15.290(2)(e); and
(d)   the applicant provides the Approving Authority with the insurance policy or other
comparable financial assurance mechanism required pursuant to 310 CMR 15.290(2)(d).

(2)   The use of shared systems for upgrade of existing systems in any situation not described in
310 CMR 15.291(1) may only be approved through a variance.
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(3)   A Local Approving Authority may impose additional conditions on the use of shared
systems  under 310 CMR 15.000 only in accordance with 310 CMR 15.003(3).

15.292:   New Construction or Increased Flow to Existing Systems and Division of a Facility Using Shared
               Systems

(1)   The Approving Authority may allow use of shared systems for new construction, increased
flow to existing systems, or to serve two or more Facilities that will result from division of a
Facility without granting a variance only where:

(a)   the proposed shared system satisfies all technical requirements of 310 CMR 15.100
through 15.292 except setbacks from property lines between facilities served by the shared
system;
(b)   with the exception of a shared system serving a cluster development as defined in
310 CMR 15.002, the applicant demonstrates that the design flow from the facility or
facilities to be served by the shared system does not exceed the design flow which could have
been constructed in compliance with 310 CMR 15.000 without the use of a shared system;
(c)   the applicant proposes institutional arrangements as described in 310 CMR 15.290(2)(c)
and records a Grant of Title 5 Covenant and Easement essentially identical to that contained
in 310 CMR 15.000:  Appendix 1, in accordance with 310 CMR 15.290(2)(e); and
(d)   the applicant provides the Approving Authority with the financial assurance mechanism
required by 310 CMR 15.290(2)(d).

(2)   The use of shared systems for new construction, for increased flow to existing systems or
to serve two or more facilities that will result from division of a Facility in any situation not
described in 310 CMR 15.292(1) may only be approved through a variance.  An application for
shared system approval of an existing system to serve two or more facilities resulting from
division of a Facility is presumed to be for new construction where construction of any building
served by the system was completed within the five years prior to the filing of the application.

 
(3)   A Local Approving Authority may impose additional conditions on the use of shared
systems under 310 CMR 15.000 only in accordance with regulations adopted pursuant to
310 CMR 15.003(3).

SUBPART D: INSPECTION AND MAINTENANCE OF SYSTEMS

15.300:   Purpose and General Provisions

(1)   The proper operation and maintenance of all systems is essential to their proper functioning,
to the avoidance of public health hazards and to the protection of the environment.  310 CMR
15.300 is intended to ensure the proper operation and maintenance of all systems.  The goal of
system inspection is to provide sufficient information to make a determination as to whether or
not the system is adequate to protect public health and the environment.  If any of the criteria or
conditions listed on the inspection form and specified in 310 CMR 15.303 and 15.304 are met,
the system is failing to protect public health or the environment and must be repaired, replaced
or upgraded.  

(2)   The provisions of 310 CMR 15.303 and 15.304 represent an initial effort to identify and
upgrade those failed systems which pose the greatest risk to public health and safety, and to the
waters of the Commonwealth.

(3)   The Department shall produce educational materials suitable for distribution to the general
public describing the importance of proper maintenance and operation of on-site systems and the
impact of such systems on public health and the environment.  In addition to its own distribution,
the Department shall make such materials available to Local approving authorities and other
interested persons.

(4)   Any person owning or operating a facility on which an on site subsurface sewage treatment
and disposal system is installed shall be responsible for the inspection and maintenance of, and
any necessary upgrades to, the system.

Effective 9/9/2016



310 CMR:   DEPARTMENT OF ENVIRONMENTAL PROTECTION

15.300:   continued

(5)   Facilities with an increase in the nitrogen loading rate in accordance with 310 CMR
15.262(6) and (7) shall be inspected annually.  The inspection shall document at a minimum:
whether the system has been continually operated as approved; if the system consists of a
greywater filter, whether it is operating properly; and whether compost and blackwater are
disposed of off-site in accordance with all applicable laws and regulations.  The results of each
annual inspection shall be submitted to the Department and the Local Approving Authority by
January 31  of the following year.st

15.301:   System Inspection

(1)   Inspection at Time of Transfer.  Except as provided in 310 CMR 15.301(2), 15.301(3), and
15.301(4), a system shall be inspected at or within two years prior to the time of transfer of title
to the facility served by the system.  An inspection conducted up to three years before the time
of transfer may be used if the inspection report is accompanied by system pumping records
demonstrating that the system has been pumped at least once a year during that time.  If weather
conditions preclude inspection at the time of transfer, the inspection may be completed as soon
as weather permits, but in no event later than six months after the transfer, provided that the
seller notifies the buyer in writing of the requirements of 310 CMR 15.300 through 15.305.  A
copy of the complete inspection report shall be submitted to the buyer or other person acquiring
title to the facility served by the system.

(2)   The following transactions shall not be considered transfers of title for the purposes of
310 CMR 15.301(1):

(a)   taking a security interest in a property, including but not limited to issuance of a
mortgage;
(b)   refinancing a mortgage or similar instrument, whether or not the identity of the lender
remains the same;
(c)   a change in the form of ownership among the same owners, such as placing the facility
within a family trust of which the owners are the beneficiaries, or changing the proportionate
interests among a group of owners or beneficiaries;
(d)   adding or deleting a spouse as an owner or beneficiary; or a transfer between spouses
during life, out right or in trust; or the death of a spouse; 
(e)   the appointment of or a change in a guardian, conservator, or trustee. 

(3)   Applicability to Specific Transfers of Title.
(a)   Units in a Condominium or Cooperative Corporation.  The cooperative corporation or
condominium association shall be responsible for the inspection, maintenance, and upgrade
of any system or systems serving the units, unless otherwise provided in the governing
documents of the condominium association or the cooperative corporation.  For a facility
comprised of five or more condominium or cooperative units, each system located on the
facility shall be inspected at least once every three years instead of at time of transfer of title
and all existing systems shall be inspected by December 1, 1996.  For a facility comprised
of fewer than five condominium or cooperative units:

1.   each system located on the facility shall be inspected at least once every three years
and all existing systems shall be inspected by December 1, 1996, or
2.   at the time of transfer of title of any unit, the system serving that unit shall be
inspected in accordance with the time of transfer provisions of 310 CMR 15.301.
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(b)   Foreclosure or Deeds in Lieu of Foreclosure.  Inspection of the system must occur
within two years before or six months after the execution of the memorandum of sale
(irrespective of whether the foreclosing institution, the loan guarantor, the loan servicer, an
unaffiliated third party, or any combination thereof, is/are executing such memorandum of
sale) or delivery of the deed in lieu of foreclosure to the foreclosing institution or the loan
servicer.  An inspection conducted up to three years before the time of transfer may be used
if the inspection report is accompanied by system pumping records demonstrating that the
system has been pumped at least once a year during that time.  To the extent that foreclosing
institutions or loan servicers have contractually allocated responsibility for the inspection to
the unaffiliated third party or the loan guarantor acquiring the property within the specified
timeframes, such foreclosing institutions or loan servicers will not be responsible for
inspection of the system(s).  Entities foreclosing on properties are required to notify those
who acquire title of the inspection and upgrade requirements contained at 310 CMR 15.300
through 15.305, in writing, prior to or at the time of transfer.
(c)   Inheritance by Will or Intestacy (Without a Will).  With the exception of inheritance by
a spouse or inheritance of residential real property between any of the relationships listed in
310 CMR 15.301(4)(d), the  inspection of the system must occur within two years before or
one year after the will being allowed by the probate court and the appointment of the
executor; or within two years before or one year after the appointment of an administrator
if the deceased dies intestate regardless of whether the property passes specifically or as part
of the residue of the estate.  An inspection conducted up to three years before the time of
transfer may be used if the inspection report is accompanied by system pumping records
demonstrating that the system has been pumped at least once a year during that time.
Executors or administrators are required to notify, in writing, those who acquire title to real
property from an estate of the inspection and upgrade requirements contained at 310 CMR
15.300 through 15.305.
(d)   Legal Life Estate or an Interest for Life or for a Term of Years in Trust.  Inspection of
the system must occur within two years before or six months of the death of the life tenant
or the expiration of a present interest in trust for a term of years.  If a successive life interest
or an interest in trust for a term of years passes to a spouse, the inspection must occur within
two years before or six months of the death of the last surviving spouse or the expiration of
a present interest in trust to the spouse for a term of years.  An inspection conducted up to
three years before the time of transfer may be used if the inspection report is accompanied
by system pumping records demonstrating that the system has been pumped at least once a
year during that time.
(e)   Interfamily Transfers That Are Not Excluded Under 310 CMR 15.301(4)(d).  Inspection
of the system must occur within two years prior to transfer of title or if weather conditions
prevent inspection at the time of transfer, the inspection must occur as soon as the weather
permits, but in no event later than six months after the transfer.  An inspection conducted up
to three years before the time of transfer may be used if the inspection report is accompanied
by system pumping records demonstrating that the system has been pumped at least once a
year during that time. 
(f)   Tax Taking Either by the Federal, State, or Municipal Government.  Inspection of the
system must occur within two years prior to transfer by governmental entity to buyer or
within six months after the expiration of the right of redemption, provided that the govern-
mental entity notifies the buyer in writing of the requirements contained at 310 CMR 15.300
through 15.305 for inspection and upgrade, if necessary.  An inspection conducted up to three
years before the time of transfer may be used if the inspection report is accompanied by
system pumping records demonstrating that the system has been pumped at least once a year
during that time.
(g)   Levy of Execution that Results in a Conveyance of Property.  Inspection of the system
must occur within two years prior to officer’s deed of debtor’s interest to buyer or within six
months after the expiration of the right of redemption, provided that the officer notifies the
buyer in writing of the requirements contained at 310 CMR 15.300 through 15.305 for
inspection and upgrade, if necessary.  An inspection conducted up to three years before the
time of transfer may be used if the inspection report is accompanied by system pumping
records demonstrating that the system has been pumped at least once a year during that time.
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(h)   Bankruptcy.  Inspection of the system must occur within two years prior to transfer by
bankruptcy trustee to buyer or within six months after the transfer, provided that the debtor
notifies the buyer in writing of the requirements contained at 310 CMR 15.300 through
15.305 for inspection and upgrade, if necessary.  An inspection conducted up to three years
before the time of transfer may be used if the inspection report is accompanied by system
pumping records demonstrating that the system has been pumped at least once a year during
that time.
(i)   Change in Ownership or the Form of Ownership Where New Parties are Introduced (e.g.,
introduction of new beneficiary/ies in a nominee trust; introduction of new joint tenant(s) or
new tenant(s) in common; introduction of new parties where property is transferring from
joint ownership to nominee or business trust, or where a new general partner is introduced;
creation of a legal life estate or an interest for life or for a term of years in trust for a party
other than the creator or his or her spouse; a change in the controlling ownership interest of
a corporation,  etc.).  Inspection of the system must occur within two years prior to transfer
or if weather conditions prevent inspection at the time of transfer, the inspection must occur
as soon as weather permits, but in no event later than six months after the transfer, provided
that the new party is notified in writing of the requirements contained at 310 CMR 15.300
through 15.305 for inspection and upgrade, if necessary.  In a nominee trust situation,
whoever has authority to add a new beneficiary is responsible for the inspection.  An
inspection conducted up to three years before the time of transfer may be used if the
inspection report is accompanied by system pumping records demonstrating that the system
has been pumped at least once a year during that time.

(4)   Exclusions.  Inspection of a system is not required at the time of transfer of title of the
facility served by the system in the following circumstances:

(a)   a certificate of compliance for a new system has been issued by the Approving Authority
within three years prior to the time of transfer and system pumping records demonstrate that
the system was pumped at least once during the third year; or 
(b)   the owner of the facility or the person acquiring title has signed an enforceable
agreement with the Approving Authority to upgrade the system or to connect the facility to
a sanitary sewer or a shared system within the next two years following the transfer of title,
provided that such agreement has been disclosed to and is binding on the subsequent
owner(s); or
(c)   the facility is subject to a comprehensive local plan of on-site septic system inspection
approved in writing by the Department and administered by a local or regional governmental
entity, and the system has been inspected at the most recent time required by the plan.  A
comprehensive local plan may prioritize systems to be inspected on the basis of proximity
to water resources, soil or geological conditions, age or size of systems, history of
performance, frequency of pumping or other routine maintenance activity, or other relevant
factors, and may establish different schedules and frequency of inspection on the basis of
such criteria,  provided that all systems are inspected at least once every seven years by a
System Inspector approved by the Department; or
(d)   the transfer is of residential real property between the following relationships:

1.   between current spouses;
2.   between parents and their children;
3.   between full siblings; and
4.   where the grantor transfers the real property to be held in a revocable or irrevocable
trust, where at least one of the designated beneficiaries is of the first degree of
relationship to the grantor.

(5)   A system shall be inspected prior to any change in the type of establishment, or increase in
design flow, or prior to any expansion of use of the facility served for which a building permit
or occupancy permit from the local building inspector is required.  If the system is a cesspool,
or if the system is failing as set forth in 310 CMR 15.303 or 15.304(1) or is a significant threat
to public health, safety, welfare and the environment as set forth in 310 CMR 15.304(2), then
the system shall be upgraded prior to the change in the type of establishment, increase in design
flow  or expansion of use of the facility.  Prior to an increase in the design flow to any cesspool,
or to any system above the existing approved capacity, the cesspool or the system shall be
upgraded in accordance with the standards applicable to new construction.  Whenever an
addition to  an existing structure which changes the footprint of a building with no increase in
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design flow is proposed, the system inspection shall be an assessment to determine the location
of all system components, including the reserve area.  The proposed construction shall not be
placed upon any of the system components or within any applicable setback distances in
310 CMR 15.211.  If official records are available to make a determination regarding location
of system components, an inspection is not required for footprint changes.  

(6)   Facilities with a total design flow of 10,000 or more gallons per day but less than 15,000
gallons per day at full build out shall be inspected by the last day of the applicable calendar year
listed below in compliance with the provisions of 310 CMR 15.006, and applicable provisions
of 310 CMR 15.300 through 15.354, or 314 CMR 5.00.  Such systems shall, unless subject to
310 CMR 15.301(3)(a), be re-inspected during the fifth calendar year following the applicable
year of initial inspection, and then during every fifth calendar year thereafter.  An inspection of
a system conducted within 30 days prior to the last day of the applicable year of initial inspection
may be used as the initial inspection, provided that a System Inspection Form approved by the
Department is submitted to the Department within 30 days of the inspection.  The Department
may accept a Certificate of Compliance for the entire system, issued by the Department within
the two year period prior to an inspection deadline, as a substitute for a required system
inspection.   

Year of initial Basin in which system is located
  inspection                                                                                                                             

1997 Charles, Housatonic, Hudson (Hoosic), North Coastal, Ten Mile
1998 Blackstone, Chicopee, Connecticut, Nashua
1999 Boston Harbor (Neponset), Cape Cod, French & Quinebaug, Merrimack,

Narragansett Bay/Mt. Hope Bay, Parker
2000 Buzzards Bay, Deerfield, Ipswich, Islands, Millers, Shawsheen
2001 Concord (Sudbury, Assabet, Concord), South Coastal, Farmington,

Taunton, Westfield

Basin boundaries shall be determined by reference to the most recent edition of the
Massachusetts GIS maps.  If all of the components of a system are not located in the same basin,
then the system shall be inspected during the earliest of the  applicable inspection years. 

(7)   Shared systems shall be inspected every three years.

(8)   When a facility is divided or the ownership of two or more facilities is combined as
specified in 310 CMR 15.010(2) or (3), all systems serving the facility or facilities shall be
inspected.

(9)   All systems shall be inspected when the owner or operator thereof is ordered to do so by the
local Approving Authority, the Department or court.

(10)   The results of any inspection(s) required by 310 CMR 15.301 shall be submitted to the
Approving Authority on a current System Inspection Form approved by the Department within
30 days of the field inspection of the system components by the approved System Inspector,
provided that this sentence shall not be construed to require the owner of a system or a System
Inspector to submit to the Approving Authority the results of a voluntary assessment of the
condition of a system that is not performed to comply with a requirement of 310 CMR 15.301.
Any system determined to require upgrade pursuant to 310 CMR 15.303 or 15.304 solely as a
result of a voluntary assessment shall not be subject to the deadlines for completion of upgrades
in accordance with 310 CMR 15.305 unless the owner or operator of the system is ordered to do
so by the local Approving Authority, the Department or court. Inspection forms for systems with
design flows over 10,000 gpd, and systems serving state or federal facilities shall be submitted
to the Department by the approved System Inspector and the owner.  All inspections required by
310 CMR 15.301 shall be conducted by a currently approved System Inspector.  For each
required inspection, the System Inspector shall complete the System Inspection Form in its
entirety.  Failure to complete the form is a violation of 310 CMR 15.302.
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(11)   Failure of an owner or operator of a system to have the system inspected, and use or
operation of any system described in 310 CMR 15.301(1) through (10) after the dates or events
set forth therein without a required inspection shall constitute violations of 310 CMR 15.000.
The failure to submit the required inspection form in accordance with 310 CMR 15.301(10) shall
create a rebuttable presumption that the required inspection has not been performed.

15.302:   Criteria for Inspection

(1)   The intent of 310 CMR 15.302 is to provide reasonable guidance for the inspection of
existing systems in as non-intrusive a manner as possible, set forth the requirements for
conducting an inspection, and to avoid damage to the system and any unnecessary disturbance
of the surrounding soil area which is related to the treatment process.  At a minimum, the septic
tank and distribution box, if present, or cesspool, if present, shall be located, uncovered and
inspected, and reasonable professional efforts shall be made to locate and identify other
components and features, as described in 310 CMR 15.302(2) and (3).  The inspection is not
designed to provide information to demonstrate that the system will adequately serve the use to
be placed upon it by the new owner.  The inspection criteria are intended to allow for timely
inspection to avoid undue delay in the transfer of property.

(2)   An inspection shall consist of the collection and recording of the following information:
(a)   a general description of the system components and layout;
(b)   quantification of the source/type of sanitary sewage.  This should include type of use
(domestic or commercial/industrial) as well as the design flow and whether or not the facility
being served is occupied at the time of the inspection;
(c)   an analysis of the factors set forth in 310 CMR 15.303 (failure criteria) and, if the system
has a design flow of 10,000 gpd or greater, 15.304 (threats to public health and environment);
(d)   water use records for the previous two years for facilities served by public water supply,
if available from the supplier;
(e)   a description of the septic tank including:

1.   approximate age, size, and condition of the tank;
2.   distance between bottom of grease/scum layer and the bottom of the outlet baffle;
3.   distance between the top of the scum layer and the top of the outlet tee;
4.   thickness of the grease/scum layer;
5.   depth of the sludge layer and distance from sludge to outlet tee;
6.   physical condition of inlet and outlet tees;
7.   any evidence of leakage into or out of tank; and
8.   any evidence of backup of effluent.
9.   a characterization of the distribution box, and of dosing tanks with pumps, if any,
including:

a.   any evidence of solids carryover;
b.   leakage into or out of the distribution box;
c.   whether the flow is equally divided; and
d.   any evidence of backup.

10.   a description of the condition of the soil absorption system including:
a.   any signs of hydraulic failure;
b.   condition of surface vegetation;
c.   level of ponding within disposal area;
d.   encroachments into disposal area; and
e.   other sources of hydraulic loading.

11.   the location of private water supply well (if any) in relation to system components;
and
12.   a copy of pump-out records on file with the local Approving Authority.
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(3)   The inspector shall make reasonable professional efforts to determine the location and
condition of all system components and relevant physical features.  If any component cannot be
located or inspected, or any determination cannot be made, the inspector shall state on the
inspection form the reasons and the steps taken to complete the inspection.  At a minimum,
reasonable professional efforts require compliance with the inspection requirements and protocol
in 310 CMR 15.302(4) and (5).  Where an inspection is conducted for the purpose of refuting
or corroborating the findings of a prior inspection, reasonable professional efforts shall require,
at a minimum, that the inspector employ methods to determine the location and condition of all
system components and relevant physical features that are comparable to the methods employed
by the prior inspector.  Provided that these requirements are met, and the Approving Authority
agrees with the findings in writing, the reinspection shall supersede the prior inspection unless
otherwise determined in writing by the Approving Authority.

(4)   Determination of High Groundwater Elevation.  A deep hole observation test is not required
to determine high groundwater elevation during an inspection.  High groundwater elevation shall
be estimated by the inspector, using best professional judgment, based on the methods described
in 310 CMR 15.302(4)(a) through (c).

(a)   The inspector shall review local maps and records of groundwater elevation (previous
deep hole observation tests or groundwater monitoring results) on the site and nearby
properties, if available.
(b)   If the system includes a cesspool, the cesspool shall be pumped during the inspection
and then examined to determine whether groundwater flows into the cesspool, indicating that
the cesspool is below high groundwater elevation.
(c)   If the system includes a septic tank and distribution box, the condition of these
components and the surrounding soil shall be observed for indications that groundwater has
infiltrated the system.  Care should be taken not to destabilize the distribution box or the
piping to or from the box.
These minimum requirements shall not prevent the use of additional methods.  The elevation

of nearby water bodies, or evidence of groundwater infiltration in other subsurface structures (for
example, cellars), or hand augering to determine depth may aid in determining whether the
system is located in the groundwater.   The methods used to determine high groundwater
elevation shall be described in the inspection report.  A system owner may choose to have the
high groundwater elevation determined by an observation well or deep hole observation test to
confirm or disprove the results obtained by the minimum requirements of 310 CMR 15.302(4),
or in place of the minimum requirements.

(5)   Location of Soil Absorption System.  The location of any cesspool must be determined.  For
systems with a septic tank and distribution box, excavation is not required to determine the
location of the soil absorption system.  Reference may be made to as-built plans of the system
(if any).  All components of the soil absorption system shall be located where the failure criteria
specified in 310 CMR 15.303(1) are triggered.  Where the failure criteria specified in 310 CMR
15.303(1) are not triggered, the location may be approximated by considering design flow,
location of the distribution box and direction of outlet pipes, and physical condition of the site.
The location may also be determined by running a metal snake or similar device from the outlet
of the distribution box and using a metal detector, or use of similar methods.  Nothing in
310 CMR 15.302(5) shall prevent an owner from choosing to establish the location of the
leaching system through more intrusive methods.

(6)   Compliance with Department Guidance.  The inspector shall complete the system inspection
in accordance with the Department’s Guidance for the Inspection of Subsurface Disposal
Systems.

15.303:   Systems Failing to Protect Public Health and Safety and the Environment

(1)   If one or more of the following conditions exist as documented by inspection by an
approved System Inspector, or determined by the local Approving Authority or the Department,
the system is failing to protect public health and safety and the environment and shall be
upgraded in accordance with the timeframes of 310 CMR 15.305(1) and the standards of
310 CMR 15.404 and 15.405:

(a)   Conditions applicable to all systems:
1.   there is backup of sewage into the facility served by the system or any component of
the system as a result of an overloaded and/or clogged soil absorption system or cesspool;
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2.   there is a discharge of effluent directly or indirectly to the surface of the ground
through ponding, surface breakout or damp soils above the disposal area or to a surface
water of the Commonwealth;
3.   the static liquid level in the distribution box is above the level of the outlet invert;
4.   the liquid depth in a cesspool is less than six inches from the inlet pipe invert or the
remaining available volume within a cesspool above the liquid depth is less than ½ of
one day's design flow;
5.   the septic tank or cesspool requires pumping more than four times a year;
6.   the septic tank and/or the tight tank is made of metal, unless the owner or operator
has provided the System Inspector with a copy of a Certificate of Compliance indicating
that the tank was installed within the 20 year period prior to the date of the inspection;
or the septic tank and/or the tight tank is cracked or is otherwise structurally unsound,
indicating that substantial infiltration or exfiltration is occurring or is imminent;
7.   a cesspool, privy or any portion of the soil absorption system extends below the high
groundwater elevation;

(b)   Conditions applicable to cesspools and privies:
1.   A cesspool or privy is located:

a.   within 100 feet of a surface water supply or tributary to a surface water supply;
b.   within a Zone I of a public well; 
c.   within 50 feet of a private water supply well;
d.   less than 100 feet but 50 feet or more from a private water supply well, unless a
well water analysis, conducted at a laboratory that is certified by the Department  for
the parameters analyzed, indicates an absence of fecal coliform bacteria, the presence
of ammonia nitrogen and nitrate nitrogen is equal to or less than five ppm.  The
laboratory’s sampling protocols shall be followed and its chain of custody forms shall
be signed and completed.  If water well analysis is conducted, the System Inspector
shall attach a copy of the chain of custody forms and the laboratory results to the
System Inspection Form.

2.   Evaluation of cesspools and privies near water resources:
A cesspool or privy is failing to protect public health and safety, welfare and the

environment if any portion of it is within any of the dimensional criteria below and the
local Approving Authority in its professional judgment determines the system is not
functioning in a manner to protect the public health and safety, welfare and the
environment:

a.   within 50 feet of a surface water;
b.   within 50 feet of a bordering vegetated wetland or a salt marsh.
In making a determination pursuant to 310 CMR 15.303(1)(b), the local Approving

Authority shall consider:
1.   the condition, design, and treatment provided by the existing system;
2.   the vertical separation of the existing soil absorption system from groundwater;
3.   the horizontal separation of the existing soil absorption system from the water body;
4.   the soil characteristics of the site; and
5.   the condition of the waterbody or wetland, including any sensitive use areas such as
beaches or shellfish beds. 

(c)   Evaluation of systems with septic tanks and soil absorption systems near drinking water
supplies:

If any portion of the soil absorption system is within any of the dimensional criteria listed
in 310 CMR 15.303(1)(c), unless the Approving Authority in its professional judgment, with
the concurrence of the public water supplier, if any, determines the system is functioning in
a manner to protect the public health and safety, welfare and the environment.

1.   within 100 feet of a surface water supply or tributary to a surface water supply; 
2.   within a Zone I of a public well; 
3.   within 50 feet of a private water supply well;
4.   less than 100 feet but 50 feet or more from a private water supply well, unless a well
water analysis, conducted at a laboratory that is certified by the Department  for the
parameters analyzed, indicates an absence of fecal coliform bacteria, and the presence of
ammonia nitrogen and nitrate nitrogen is equal to or less than 5 ppm.  The laboratory’s
sampling protocols shall be followed and its chain of custody forms shall be signed and
completed.  If water well analysis is conducted, the System Inspector shall attach a copy
of the chain of custody forms and the laboratory results to the System Inspection Form.

(d)   In making a determination pursuant to 310 CMR 15.303(1)(c), the Approving Authority
shall consider:
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1.   the condition, design, and treatment provided by the existing system;
2.   the vertical separation of the existing soil absorption system from groundwater;
3.   the horizontal separation of the existing soil absorption system from the water body;
4.   the soil characteristics of the site; and
5.   the condition of the water supply, including a water supply analysis that meets the
requirements of 310 CMR 15.303(1)(c) for fecal coliform bacteria and whether the
presence of ammonia nitrogen and nitrate nitrogen is equal to or less than 5 ppm.  Where
available, existing data may be used for this analysis.

(2)   Any system shall be upgraded upon the order of the Department or the Local Approving
Authority if either determines that a specific circumstance exists by which any system threatens
public health, safety, welfare or the environment, causes or threatens to cause damage to property
or creates a nuisance.  The Local Approving Authority or the Department may require that such
upgrades be completed within a shorter period of time than specified in 310 CMR 15.305.
Where necessary to protect public health, safety, welfare and the environment,  the Department
or the Local Approving Authority may require the owner to install a recirculating sand filter or
equivalent alternative technology in accordance with 310 CMR 15.202 or to obtain a
groundwater discharge permit in accordance with 314 CMR 5.00:  Ground Water Discharge
Permit Program.

(3)   A cesspool serving a facility with a design flow of 2000 gpd or greater but less than 10,000
gpd is failing to protect public health, safety, welfare and the environment.  The owner of such
Facility is required, pursuant to 310 CMR 27.04(4) to notify the Department’s Underground
Injection Control Program and the Local Approving Authority 30 days prior to upgrading the
cesspool and to have completed the upgrade of the cesspool by April 5, 2005.

15.304:   Large Systems which Fail to Protect or which Threaten Public Health and Safety and the
               Environment

(1)   A system serving a facility with a design flow of 10,000 gpd or greater but less than 15,000
gpd is failing to protect public health, safety and the environment if any of the conditions
identified in 310 CMR 15.303(1) are present, as documented by inspection by an approved
System Inspector, or determined by the Local Approving Authority or the Department.  Any such
system shall be upgraded in accordance with the timeframes of 310 CMR 15.305(1) and the
standards of 310 CMR 15.404 and 15.405; provided, that the Department shall be the Approving
Authority for all such upgrades.

(2)   A system serving a facility with a design flow of 10,000 gpd or greater but less than 15,000
gpd is a significant threat to public health, safety and the environment if any of the following
conditions are present, as documented by inspection by an approved System Inspector, or as
determined by the Local Approving Authority or the Department:

(a)   the system is located within 400 feet of a surface water supply or within 200 feet of a
tributary to a surface water supply; or
(b)   the system is located within a nitrogen sensitive area as designated pursuant to
310 CMR 15.215;
(c)   The owner or operator of any such system shall bring the system and the facility into
compliance with the groundwater permit program requirements of 314 CMR 5.00:  Ground
Water Discharge Permit Program, including the obligation to obtain a groundwater
discharge permit, within the time required by 310 CMR 15.305(2), unless the Department
determines after consideration of the factors set forth in 310 CMR 15.304(3) that this
requirement would be manifestly unjust, considering all the relevant facts and circumstances
of the individual case, and the owner or operator has established that a level of environmental
protection that is at least equivalent to that provided by 314 CMR 5.00:  Ground Water
Discharge Permit Program can be achieved without strict application of this requirement.

(3) (a)   In determining whether enforcement of the requirement set forth at 310 CMR 15.304(2)
would be manifestly unjust, the Department shall include at a minimum the following
considerations:
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1.   The owners of any such system for which permit applications were filed after
May 9, 1994, or anywhere new construction occurred after March 31, 1995, shall be
deemed to have had knowledge that a groundwater discharge permit would likely be
required for such system pursuant to 310 CMR 15.304(2), and to have had a reasonable
opportunity to make arrangements to come into compliance within the timeframes of
310 CMR 15.305(2); 
2.   The costs of preparing the demonstrations and implementing control measures
required by 310 CMR 15.304 shall be compared to the costs of compliance with the
requirement to obtain a groundwater discharge permit; and
3.   Any other relevant factor.

(b)   In determining whether the applicant can provide the same degree of environmental
protection as required by 310 CMR 15.304(2), the Department shall require at a minimum,
the following:

1.   inspection reports for the system as required by 310 CMR 15.301;
2.   an assessment of the groundwater flow at the site, including but not limited to
direction and rate of groundwater flow, assessment of saturated flow conditions and
concentrations of nitrate and other pollutants associated with the system;
3.   an assessment of water quality of relevant surface water supply, groundwater supply,
or nitrogen sensitive areas;
4.   a proposed design and engineering plans for upgrade of the system, prepared by a
Massachusetts Registered Professional Engineer, that will, at a minimum, 

a.   satisfy the requirements of 310 CMR 15.202 (recirculating sand filter or
equivalent alternative technology);
b.   satisfy the nitrogen loading requirements of 310 CMR 15.214; and
c.   ensure that the standards applicable to groundwater discharge permits pursuant
to 314 CMR 5.00:  Ground Water Discharge Permit Program are met at the property
line and at the point the discharge from the facility reaches any surface water or water
supply well.

5.   a proposed maintenance, monitoring, and reporting plan that will ensure proper
functioning of the upgraded system, and detection of any malfunction or failure to attain
required discharge quality before discharges from the system leave the property; and
6.   if size and use of the facility is relevant to the demonstration that an equal level of
environmental protection has been provided, appropriate use restrictions shall be granted
and recorded in the chain of title for the property served by the system in the Registry of
Deeds or Land Registration Office, as applicable, to ensure that such conditions are not
changed.

(c)   An applicant for a determination pursuant to 310 CMR 15.304(3) shall file a request for
such determination not less than two years prior to the date by which the owner would
otherwise be required to obtain the groundwater discharge permit pursuant to 310 CMR
15.305(2).
(d)   In making any determination pursuant to 310 CMR 15.304(3), the Department shall
impose such conditions as it determines appropriate to ensure protection of public health,
safety, welfare and the environment.  At a minimum, such conditions shall include upgrade
of the system to the standards described in 310 CMR 15.304(3)(b)4., and a maintenance,
monitoring and reporting plan as described in 310 CMR 15.304(3)(b)5.  

(4)   Any system serving a facility with a design flow of 10,000 gpd or greater but less than
15,000 gpd shall be upgraded upon the order of the Department or the Local Approving
Authority when a specific circumstance exists by which the system threatens public health,
safety, welfare or the environment or causes or threatens to cause damage to property or creates
a nuisance as determined by the Local Approving Authority or the Department.  Where necessary
to protect public health, safety, welfare and the environment, the Department or the Local
Approving Authority may require the owner to install a recirculating sand filter or equivalent
alternative technology in accordance with 310 CMR 15.202 or to obtain a groundwater discharge
permit in accordance with 314 CMR 5.00.

(5)   A cesspool serving a facility with a design flow of 10,000 gpd or greater but less than
15,000 gpd is failing to protect public health, safety, welfare and the environment.  The owner
of such Facility is required, pursuant to 310 CMR 27.04(4), to notify the Department’s
Underground Injection Control Program 30 days prior to upgrading the cesspool and to  complete
the upgrade of the cesspool by April 5, 2005.
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(1)   If a system is failing to protect public health, safety, welfare or the environment as set forth
in 310 CMR 15.303(1) or 15.304(1), the owner or operator shall upgrade the system within two
years of discovery unless:

(a)   a shorter period of time is set by the Local Approving Authority or the Department based
upon the existence of an imminent health hazard; or
(b)   the continued use of the system is permitted by the Local Approving Authority in
accordance with the provisions of an enforceable schedule for upgrade.  Bases for continued
use include, but are not limited to, proposals to connect to a sanitary sewer or shared system.
A fiscal commitment to the sewering plan or shared system plan, together with an approved
facility plan where appropriate, proposing connection or replacement of the failing system
within five years, and an enforceable commitment by the owner to perform interim measures
(for example, regular pumping) shall accompany any such local approval.  Such approval
shall expire in five years or upon the failure of the applicant for such approval to meet
interim deadlines set forth in the enforceable schedule for upgrade and the plan.  The
Department may by specific written approval authorize the Local Approving Authority to
allow a longer period of time, where the municipality has provided the Department a
proposed implementation schedule for design and construction and has made a demonstrated
financial commitment to the construction schedule.  The Department may revoke any such
approval if the approved schedule is not met.

(2)   If a system serving a facility with a design flow of 10,000 gpd or greater but less than 15,000
gpd is a significant threat to public health, safety, welfare or the environment as set forth in
310 CMR 15.304(2), the owner or operator shall upgrade the system within five years of
discovery in accordance with the provisions of an enforceable schedule unless:

(a)   a shorter period of time is set by the Department based upon the existence of an
imminent health hazard;
(b)   the continued use of the system is permitted by the Department because it is necessary
to allow implementation of an environmentally superior solution.  An enforceable
commitment by the owner to perform interim measures (e.g., regular pumping, addition of
fill) shall accompany any such approval by the Department.  Such approval shall expire in
seven years or upon the failure of the applicant for such approval to meet interim deadlines
set forth in the enforceable schedule for upgrade.

(3)   The owner or operator shall take appropriate measures throughout the period between
discovery of the condition requiring upgrade and completion of the upgrade to ensure that there
is no backup or direct discharge of sewage or effluent to buildings, to the surface of the ground,
or to surface waters.  The local Approving Authority or the Department may order the owner or
operator to take any measure necessary to ensure the protection of public health, safety, welfare
and the environment during such period.

(4)   Except as provided in 310 CMR 15.004(3), all systems shall be abandoned in accordance
with 310 CMR 15.354 and the buildings served by the systems shall be connected to a sewer
when a sewer becomes available, unless: 

(a)   the system is an alternative system approved for such use pursuant to 310 CMR 15.280
through 15.287;
(b)   the Department has made the determination in approving either the remedial use of an
alternative system pursuant to 310 CMR 15.284 or in certifying an alternative system for
general use pursuant to 310 CMR 15.288 that any person using such system need not connect
the facility to a sanitary sewer if such connection is feasible; or
(c)   the owner of an existing system has obtained a variance from this requirement pursuant
to 310 CMR 15.410 through 15.415.
All systems shall be abandoned in accordance with 310 CMR 15.354 and the buildings

served by the systems shall be connected to a sewer when directed to do so by the Board of
Health pursuant to M.G.L. c. 83, § 11, by the Department pursuant to 310 CMR 15.000, or by
court order. 

15.340:   Approval of System Inspectors

(1)   System Inspectors who perform inspections pursuant to 310 CMR 15.301 shall be approved
by the Department and shall be limited to:
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(a)   Massachusetts Registered Professional Engineers with a concentration in civil, sanitary
or environmental engineering; Massachusetts Registered Sanitarians; or Massachusetts
Certified Health Officers;
(b)   Board of Health members or agents with at least one year of experience at the time of
application; Engineers in Training (EIT certified) with a concentration in civil, sanitary or
environmental engineering; Massachusetts licensed home inspectors and associate home
inspectors as defined in St. 1999, c. 146, licensed septage haulers; dispoal system installers;
or other individuals with a minimum of one year of demonstrated experience in septic system
design or inspection, who have attended training provided or authorized by the Department;
and who have passed an examination prepared and administered by the Department or an
agent authorized by the Department to qualify as an approved System Inspector pursuant to
310 CMR 15.340(4); or
(c)   Individuals certified as on-site inspectors by the National Sanitation Foundation or other
certifying organizations approved by the Department.

(2)   Individuals who qualify pursuant to 310 CMR 15.340(1) shall apply to the Department, or
an agent authorized by the Department, for approval to perform inspections required under
310 CMR 15.000.  Such application shall demonstrate satisfactorily to the Department, or an
agent authorized by the Department, the qualifications of the applicant and shall be accompanied
by a fee as established by the Department.

(3)   No persons other than those listed at 310 CMR 15.340(1) may perform inspections required
by 15.301.

(4)   The Department may approve System Inspectors who attend training provided or authorized
by the Department and pass a standard examination prepared and administered by the
Department or an agent authorized by the Department. Said examination shall be designed to
establish the fitness of the applicant for certification to assess the condition and function of
on-site systems and to determine whether maintenance, including repair or replacement of system
components, is necessary.

(5)   The passing score for the examination shall be 75% correct answers to all questions posed.
Any person who is denied approval as a System Inspector based on his or her failure to pass the
examination given by the Department, or an agent authorized by the Department, may request,
and is entitled to receive, a written statement of the basis for denial.

(6)   The Department, or an agent authorized by the Department, shall maintain a list of all
approved System Inspectors.  The list shall be available for inspection or examination by any
person.

(7)   The Department may revoke or suspend the approval and/or listing of a System Inspector
approved pursuant to 310 CMR 15.340(1) for a time specified by the Department, during which
time the inspector may not reapply to become a System Inspector, after opportunity for a hearing
conducted pursuant to M.G.L. c. 30A, when it determines that the System Inspector has failed
to comply with 310 CMR 15.000 with respect to the inspection of one or more systems
including, without limitation:

(a)   the inspector has falsified or fraudulently altered a system inspection report or
misrepresented the results of an inspection;
(b)   the inspector has conducted a system inspection which does not comply with 310 CMR
15.000 and has incorrectly passed or failed the system;
(c)   the inspector has failed to submit or accurately complete a system inspection report as
required by 310 CMR 15.000; or
(d)   the inspector has engaged in deceptive practices.  Reinstatement following revocation
shall be by written examination only.

(8)   Based on a System Inspector's noncompliance with 310 CMR 15.000, the Department, by
issuance of an order, may require the System Inspector, among other things, to attend or repeat
the System Inspector training course and/or to take or retake the System Inspector examination
described in 310 CMR 15.340(4).
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(9)   It shall be a violation of 310 CMR 15.000 for any person to falsify, misrepresent or
fraudulently alter a system inspection report or the results of an inspection.

(10)     System Inspectors shall submit the results of their inspection within 30 days of complet-
ing the inspection on a System Inspection Report form approved by the Department to the
Approving Authority together with the signed statement at the bottom of the form certifying that
the inspection has been performed and any recommendations regarding upgrade, repair, or
maintenance of the system made by the System Inspector on the form were made consistent with
the Inspector's training and experience in the maintenance and proper functioning of on site
systems.

(11)   System Inspectors may perform system inspections required by 310 CMR 15.301 while
acting as an agent of an Approving Authority (a fee may be assessed pursuant to M.G.L. c. 40,
§ 22F), or as an independent agent of the system owner.

(12)   System Inspectors initially approved by the Department prior to January 1, 2005, shall
apply to the Department, or an agent authorized by the Department, to renew their approval by
January 1, 2007.  System Inspectors initially approved by the Department after January 1, 2005,
shall apply to the Department, or an agent authorized by the Department, to renew their approval
at least 90 days prior to the expiration of the three years following their approval date.  Provided
that a System Inspector timely files a complete renewal application, the System Inspector's
approval shall not expire until the Department issues a final determination on the renewal
application.  A fee established by the Department shall accompany each renewal application; any
application that does not include the fee shall be deemed incomplete.  The approval of a renewal
application shall expire three years from the date of issuance.  Each System Inspector thereafter
shall file a complete renewal application at least 90 days prior to the expiration date of his/her
most recent approval. 

(13)   Beginning in 2010, at the time of filing any subsequent renewal application in accordance
with 310 CMR 15.340(12), a System Inspector shall demonstrate that he or she has earned ten
Training Contact Hours in the previous three years that improve the System Inspector's abilities
in the following areas:

(a)   the principles of on-site sewage treatment and disposal;
(b)   safely and accurately conducting system inspections according to the requirements of
310 CMR 15.000;
(c)   safely and accurately identifying and locating systems; 
(d)   safely and accurately assessing the condition and function of systems; and 
(e)   safely and accurately determining whether maintenance, including repair or replacement
of system components, is necessary. 

15.351:   System Pumping and Routine Maintenance

(1)   Every septic tank, tight tank, or cesspool shall be pumped whenever necessary to ensure
proper functioning of the system.  Pumping is required whenever the top of the sludge or solids
layer is within 12 inches or less of the bottom of the outlet tee, or the top of the scum layer is
within two inches of the top of the outlet tee, or the bottom of the scum layer is within two
inches of the bottom of the outlet tee.  Pumping frequency is a function of use, although pumping
is typically necessary at least once every three years, and is recommended annually for a system
with a domestic garbage grinder.  Without limiting the foregoing, a septic tank, tight tank, or
cesspool shall be pumped when the owner or operator is required to do so by the Local
Approving Authority or the Department.  Whenever a system component including, but not
limited to, a septic tank, tight tank, cesspool, grease trap, pump chamber or distribution box is
pumped, its condition shall be noted by the system pumper on a system pumping form approved
by the Department, and the results shall be submitted by the system pumper to the  Approving
Authority within 14 days from the pumping date.  Such notation of the system's condition on the
system pumping form shall not constitute a System Inspection Report submitted to the
Approving Authority in accordance with 310 CMR 15.340.
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(2)   Grease traps shall be inspected monthly by the owner/operator and shall be cleaned by a
licensed septage hauler whenever the level of grease is 25% of the effective depth of the trap, or
at least every three months, whichever is sooner.  The owner/operator shall keep all inspection
and pumping records.

(3)   Pumps, alarms and other equipment requiring periodic or routine inspection and
maintenance shall be operated, inspected and maintained in accordance with the manufacturer's
and the designer's specifications.  In no instance shall inspection be performed less frequently
than once every three months for any system serving a facility with a design flow of 2,000
gallons per day or greater, and annually for any system serving a facility with a design flow of
less than 2,000 gallons per day.  The system owner shall submit the results of such inspections
to the Approving Authority annually by January 31  of each year for the previous calendar year.st

15.353:   Emergency Repair

(1)   Emergency repair or replacement of system components shall be completed within 30 days
and shall be limited to the following:

(a)   pumping of a septic tank, tight tank, or cesspool as frequently as necessary to prevent
backup or breakout; or
(b)   repair or replacement of one or more structural components of a system otherwise in
compliance with 310 CMR 15.000, excluding the soil absorption system, such as a clogged
building sewer or distribution line, damaged building sewer, septic tank or distribution box,
or broken tee, which is determined to be the probable cause of the system failure and for
which no modification or alteration of the system design is required.

(2)   The emergency repair shall be limited to pumping if pumping alleviates the imminent
danger to the public health, safety, welfare or the environment.  If pumping does not alleviate the
imminent danger to the public health, safety, welfare, or the environment, the Disposal System
Installer may repair or replace one or more structural components of a system, excluding the soil
absorption system, provided that:

(a)   the system is otherwise in compliance with 310 CMR 15.000;
(b)   any structural component that is repaired or replaced shall be in compliance with or
upgraded to the requirements of 310 CMR 15.000;
(c)   the Disposal System Installer has determined the structural component being repaired
or replaced is the probable cause of the condition constituting an imminent danger to the
public health, safety, welfare or the environment; and
(d)   no modification or alteration of the system design is required.

(3)   Only a Permitted Disposal System Installer may conduct an emergency repair.

(4)   All emergency repairs other than pumping shall be preceded by at least 24-hour notice to
the Approving Authority.  All emergency repairs other than pumping shall be followed within
14 days of commencement of the emergency repair by an application for a Disposal System
Construction Permit, local upgrade approval, or an application for a variance, if needed, pursuant
to 310 CMR 15.411(2).  The applicant may backfill any excavation required for the emergency
repair unless directed otherwise by the Approving Authority.  Pumping shall be reported to the
Approving Authority. 

(5)   Any upgrade or expansion of a system which is not an emergency repair shall be designed,
approved, and constructed in accordance with 310 CMR 15.000.

15.354:   Abandonment of Systems

(1)   Whenever the use of a system is discontinued following connection to a municipal or private
sanitary sewer or shared on-site system or following condemnation or demolition of a building
served by the system, the system shall be considered abandoned and any further use of the system
for any purpose shall be prohibited unless, after inspection, the Approving Authority determines
the system is in compliance or can be brought into compliance with 310 CMR 15.000.
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(2)   Continued use of a septic tank where the tank is to become an integral part of a sanitary
sewer system requires the prior written approval from the local municipal authority responsible
for the operation of the sanitary sewer system.

(3)   The following procedure shall be used to abandon a system:
(a)   Within 14 days prior to discontinuance of use of a system, the facility owner shall apply
to the Approving Authority to abandon the existing system citing the reason(s) abandonment
is necessary, and where connection to municipal or private sanitary sewer has been made, a
copy of the sewer connection permit shall be submitted with the application;
(b)   Upon receipt of the Approving Authority's written approval to abandon the system, the
septic tank shall be pumped of its entire contents by a licensed septage hauler; and
(c)   The tank shall be excavated and removed from the site, or the bottom of the tank shall
be opened or ruptured after being pumped of its content so as to prevent retainage of water
and the tank shall be completely filled with clean sand or other suitable material approved
in writing by the Approving Authority.

SUBPART E:  PROCEDURES FOR SEEKING AND RECEIVING LOCAL UPGRADE APPROVALS
AND VARIANCES FROM THE PROVISIONS OF SUBPARTS B AND C OF 310 CMR 15.000

15.401:   General Provisions

(1)   Except as set forth in 310 CMR 15.401 through 15.422, every application to construct,
upgrade or expand a system shall be prepared, and the work therefore authorized pursuant to a
Disposal System Construction Permit shall be conducted, in full compliance with the procedural
and technical requirements of 310 CMR 15.100 through 15.293.

(2)   In general, full compliance with the provisions of 310 CMR 15.000 is presumed to be
necessary for the protection of public health, safety, welfare and the environment.  Any requests
to vary from the standards of 310 CMR 15.000 by means of a local upgrade approval or a
variance shall be carefully reviewed by the Approving Authority and, where required, by the
Department.

15.402:   Use of Local Upgrade Approvals or Variances

(1)   Local Upgrade Approvals may be granted by Local Approving Authorities without review
by the Department for required or voluntary upgrade of failed or nonconforming systems with
design flows below 10,000 gpd in accordance with the terms and provisions of 310 CMR 15.402
through 15.405.  Upgrade Approvals for required or voluntary upgrade of systems with design
flows of 10,000 gpd or greater but less than 15,000 gpd which are failing to protect or are a
significant threat to public health, and safety, welfare and the environment as set forth in
310 CMR 15.304 shall be approved by the Department.

(2)   Proposals for new construction or for increase in flow to an existing system other than in
full compliance with 310 CMR 15.100 through 15.293 must seek and obtain a variance from the
Approving Authority in accordance with the terms and conditions of 310 CMR 15.410 through
15.417.

15.403:   Local Upgrade Approvals

(1)   The owner or operator may upgrade a failed or nonconforming system with design flows
below 10,000 gpd (systems which trigger failure criteria set forth at 310 CMR 15.303) or systems
with design flows of 10,000 gpd or greater but less than 15,000 gpd which fail to protect public
health, safety, welfare and the environment (large systems set forth at 310 CMR 15.304(1))
pursuant to a local upgrade approval in accordance with the standards and requirements of
310 CMR 15.404 and 15.405 without obtaining variances.  Local upgrade approvals for any
system serving a facility owned by an agency of the Commonwealth or the federal government
or systems with design flows of 10,000 gpd or greater but less than 15,000 shall be granted by
the Department applying the same standards.  The application for a local upgrade approval shall
be made using a form approved by the Department.  Notification to abutters shall be provided
pursuant to the process in 310 CMR 15.411(1)(b), as required by 310 CMR 15.405(2), where the
application  is for reduction in the setback from a property line or from a private water supply
well.
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(2)   Local Upgrade approvals shall not be granted for upgrade proposals which include the
addition of new design flows to a cesspool or privy or for the addition of new design flows above
the existing approved capacity of a system constructed in accordance with the provisions of
310 CMR 15.000 or the 1978 Code.

(3)   System upgrades which cannot be performed in accordance with 310 CMR 15.404 and
15.405 require a variance from the provisions of 310 CMR 15.000, which shall be processed in
accordance with 310 CMR 15.410 through 15.417.

15.404:   Maximum Feasible Compliance - Approvals for Upgrades

(1)   Goal of full compliance.  Wherever feasible, a failed or nonconforming system (other than
systems threatening public health, safety, welfare or the environment as described in
310 CMR 15.304(2)) shall be brought into full compliance through installation of one or more
of the following:

(a)   an upgraded system which is in full compliance with 310 CMR 15.100 through 15.293;
(b)   an alternative system which has been approved for such use pursuant to 310 CMR
15.284 (remedial use), 15.285 (piloting), 15.286 (provisional approval), or 15.288
(certification for general  use);
(c)   an RSF or equivalent alternative technology where the system is located in a Nitrogen
Sensitive Area and has a design flow of 2000 gpd or greater in accordance with 310 CMR
15.202(1);
(d)   where proposed by the owner or operator, a shared system which has been approved for
such use pursuant to 310 CMR 15.290 and 15.291; or
(e)   connection to a sewer system.

(2)   Where failure of the system is solely due to failure of the septic tank, distribution box, soil
absorption system, piping, and/or building sewer, upgrade of that component(s) in full
compliance with 310 CMR 15.000 shall be deemed to meet the goal of full compliance; provided
that the upgraded component functions properly with the other system components, the system
functions properly hydraulically, and the owner obtains a certificate of compliance from the
Approving Authority for the component repaired or replaced.  If other system failures are
discovered during upgrade of that component(s), such other system failures shall be upgraded
in accordance with 310 CMR 15.405.

(3)   When full compliance pursuant to 310 CMR 15.404(1) is not feasible, the Approving
Authority may issue a local upgrade approval authorizing upgrade of the system with the goal
of maximizing protection of public health, safety, welfare and the environment to the maximum
extent feasible.  The following requirements shall not be varied by the Approving Authority
except as explicitly set forth in 310 CMR 15.404(3)(b) and (d):

(a)   a septic tank with an effective liquid capacity providing no less than 24 hours of
retention time or 1000 gallons, whichever is greater, shall be provided unless the septic tank
is an elevated tank constructed in accordance with 310 CMR 15.213 (construction in V-
zones) in which case the effective liquid capacity may consist of a 500-gallon tank;
(b)   a minimum of four feet of separation between the bottom of the soil absorption system
and the high groundwater elevation shall be provided, using fill if necessary.  The  Approving
Authority may allow a three foot separation only in full compliance with 310 CMR
15.405(1)(h).
(c)   a minimum of four feet of naturally occurring pervious soil below the entire area of the
soil absorption area and reserve area shall be provided;
(d)   the soil absorption system shall be designed to provide as much of the required area as
possible on the facility served or, if proposed by the owner or operator, on an abutting facility
pursuant to a valid recorded easement.  The Approving Authority may reduce the required
soil absorption system area no more than 25%, as provided in 310 CMR 15.405(1).
Reductions in the required subsurface disposal area in excess of 25% may only be varied by
the Department, and may require the installation of a Department-approved septic tank
effluent tee filter, dosing of portions of the soil absorption system on an alternating basis,
and/or other measures to protect the integrity of the soil absorption system; and
(e)   the soil absorption system shall not be located within 100 feet of a surface water supply
or tributary to a surface water supply, within 50 feet of a private water supply well, or within
the Zone I of a public water supply well.
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15.405:   Contents of Local Upgrade Approval

(1)   In granting local upgrade approvals pursuant to 310 CMR 15.404(2) where full compliance
as defined in 310 CMR 15.404(1) is not feasible, the Approving Authority shall consider the
impact of the proposed system and shall vary to the least degree necessary the requirements of
310 CMR 15.100 through 15.293 so as to allow for both the best feasible upgrade within the
borders of the lot, and have the least effect on public health, safety, welfare and the environment.
Under a local upgrade approval, the Approving Authority is allowed to diverge from the goal of
full compliance only to the extent necessary to achieve a feasible upgrade and may allow
divergence only from those provisions, and to the extent, as specified in 310 CMR 15.404(2) and
15.405(1).  In determining whether full compliance is feasible, the Approving Authority should
appropriately consider not only physical possibility as dictated by the conditions of the site, but
also the economic feasibility of the upgrade costs.  The Approving Authority should emphasize
protection of water resources and treatment of the sanitary sewage.  Absent conditions which
would result in a different outcome based on best professional judgment, the options set forth
below should be considered in the order in which they appear with 310 CMR 15.405(1)(a) being
the first option to be considered and rejected or adopted and 310 CMR 15.405(1)(k) being the
last option to be considered and rejected or adopted:

(a)   Reduction of system location setbacks otherwise established in 310 CMR 15.211 for
property lines provided that the system is within the property lines, a survey of the property
line is required if a component is to be placed within five feet of the property line, and no
such reduction shall result in the soil absorption system being located less than ten feet from
a soil absorption system on an abutting property;
(b)   Reductions of system location setbacks from cellar wall, crawl space, swimming pool,
or slab foundations; an increase in the maximum allowable depth of system components
required by 310 CMR 15.221(7), from 36 inches to 72 inches below finish grade, provided
that adequate venting and adequate access are provided and H-20 loading is provided for all
system components; a decrease in the liquid depth of the septic tank required by 310 CMR
15.223(2) from four feet to three feet;
(c)   Up to a 25% reduction in the required subsurface disposal area design requirements;
(d)   Where upgrade is required pursuant to 310 CMR 15.303(1) because it is within Zone
I of public well or within 100 feet of private well, relocation of the well.  Any relocation of
a public well shall be performed pursuant to 310 CMR 22.00: Drinking Water (water supply
source approval);
(e)   Reduction of system location setbacks from bordering vegetated wetlands;
(f)   Reduction of system location setbacks from surface waters, salt marshes, inland and
coastal banks, certified vernal pools in accordance with 310 CMR 15.211(1)[2], leaching
catch basins, dry wells, or surface or subsurface drains other than those which discharge to
surface water supplies or tributaries thereto;
(g)   Reduction of system location setbacks from water supply lines, private water supply
wells (but not within 50 feet of the well), tributaries to surface water supplies, surface water
supplies, but not within 100 feet of the surface water supply or tributary thereto or open,
surface or subsurface drains which discharge to surface water supplies or tributaries thereto;
(h)   the Approving Authority may reduce the required four foot separation (in soils with a
recorded percolation rate of more than two minutes per inch) or the required five foot
separation (in soils with a recorded percolation rate of two minutes or less per inch) between
the bottom of the soil absorption system and the high groundwater elevation only if all of the
following conditions are met:

1.   An approved Soil Evaluator who is a member or agent of the local Approving
Authority determines the high groundwater elevation;
2.   A minimum three foot separation (in soils with a recorded percolation rate of more
than two minutes per inch) or a minimum four foot separation (in soils with a recorded
percolation rate of two minutes or less per inch) between the bottom of the soil
absorption system and the high groundwater elevation is maintained; 
3.   The system is a failed or non-conforming system serving an existing building with
a design flow of less than 2,000 gpd;
4.   No increase in design flow is allowed;
5.   No reduction in required soil absorption system size or setbacks from public or
private wells, bordering vegetated wetlands, surface waters, salt marshes, coastal banks,
certified vernal pools, water supply lines, surface water supplies or tributaries to surface
water supplies, or drains which discharge to surface water supplies or their tributaries,
is allowed.
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(i)   A sieve analysis may be performed in accordance with Department guidance if a
percolation test in accordance with 310 CMR 15.104 and 15.105 can not be performed as
determined by the Approving Authority;
(j)   Reduction of the requirement of a 12 inch separation between the inlet and outlet tees
and high groundwater, provided that all boots or pipe joints are sealed with hydraulic cement
or installed with watertight sleeves and the tank is proven watertight.  Expandable foam
spray is not an acceptable alternative for sealing pipe joints; or
(k)   At least one deep hole has been performed in the proposed disposal area and it has been
determined by the Approving Authority that the deep hole adequately characterizes the soils
for the purpose of designing the soil absorption system.

(2)   No application for a local upgrade approval in which the setback from property lines or a
private water supply well is reduced shall be complete until the applicant has notified all abutters
whose property or well is affected by certified mail at his/her own expense at least ten days
before the Board of Health meeting at which the upgrade approval will be on the agenda.  The
notification shall reference the standards set forth in 310 CMR 15.402 through 15.405 and
indicate the date, time and place where the upgrade approval will be discussed.

(3)   If the nonconforming system cannot be upgraded in accordance with 310 CMR 15.404 and
15.405(1) the owner shall: 

(a)   obtain a groundwater discharge permit pursuant to 314 CMR 5.00:  Ground Water
Discharge Permit Program;
(b)   apply to the Approving Authority to use a tight tank in accordance with the provisions
of 310 CMR 15.260;
(c)   apply for a variance pursuant to 310 CMR 15.410 through 15.415; or
(d)   abandon the system in compliance with 310 CMR 15.354.

(4)   Nothing in 310 CMR 15.405 shall authorize violation of M.G.L. c. 131, § 40 and 310 CMR
10.00:  Wetlands Protection, or any other applicable provision of law.

15.410:   Variances - Standard of Review

(1)   Local Approving Authorities and the Department may vary the application of any provisions
of 310 CMR 15.000 with respect to any particular case except those listed in 310 CMR 15.415.
Variances for increased flow to existing systems shall be governed by the provisions of
310 CMR 15.414.  Variances for schools shall be governed by the provisions of 310 CMR
15.416.  Variances shall be granted only when, in the opinion of the Approving Authority:

(a)   The person requesting a variance has established that enforcement of the provision of
310 CMR 15.000 from which a variance is sought would be manifestly unjust, considering
all the relevant facts and circumstances of the individual case; and 
(b)   The person requesting a variance has established that a level of environmental protection
that is at least equivalent to that provided under 310 CMR 15.000 can be achieved without
strict application of the provision of 310 CMR 15.000 from which a variance is sought.

(2)   With regard to variances for new construction, enforcement of the provision from which a
variance is sought must be shown to deprive the applicant of substantially all beneficial use of
the subject property in order to be manifestly unjust.

15.411:   Process for Seeking a Variance from Local Approving Authorities

(1)   The Local Approving Authority shall review requests for variances as follows.
(a)   Every request for a variance shall be in writing, shall make reference to the specific
provision of 310 CMR 15.000 for which a variance is sought, and shall include a statement
demonstrating compliance with 310 CMR 15.410.
(b)   No application for a variance shall be complete until the applicant has notified all
abutters by certified mail at his/her own expense at least ten days before the Board of Health
meeting at which the variance request will be on the agenda.  The notification shall reference
the specific provisions of 310 CMR 15.000 from which a variance is sought, a statement
demonstrating compliance with 310 CMR 15.410, and the date, time and place where the
application will be discussed.
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(2)   Emergency repairs pursuant to 310 CMR 15.353 may be performed prior to seeking a
variance. The owner of the system shall seek a variance within 14 days of commencement of the
emergency repairs.

(3)   Any variance allowed by the Local Approving Authority shall be in writing.  Any denial of
a variance shall also be in writing and shall contain a brief statement of the reasons for the denial.
A copy of each variance shall be conspicuously posted for 30 days following its issuance; and
shall be available to the public at all reasonable hours in the office of the city or town clerk or
the office of the Board of Health while it is in effect.

(4)   A request for a variance for a residential facility with four units or less, as described in
M.G.L. c. 111, § 31E, shall be deemed constructively approved by the Local Approving
Authority if the Local Approving Authority does not act upon it within 45 days of receipt of a
complete application.

(5)   With the exception of those watersheds (Ware, Quabbin and Wachusett) to which the
provisions of 350 CMR 11.00:  Watershed Protection apply, Local Approving Authorities may,
after consultation with the local water supplier, issue variances for the siting of systems within
the setbacks from surface water supplies, or from tributaries to surface water supplies, and may
exempt tributaries consistent with the standards and procedures of 350 CMR 11.00:  Watershed
Protection without Department approval, provided that no such variance or exemption shall
result in: the siting of a septic tank or soil absorption system within 200 feet of said surface water
supplies or 100 feet of said tributaries; or siting of a septic tank within 25 feet or a soil
absorption system within 50 feet of any surface water.  Copies of all such variances and
exemptions of tributaries shall be submitted to the Department by the Local Approving Authority
within 30 days of issuance. 

15.413:   Conditioning of Variances

(1)   The Local Approving Authority or the Department may issue variances subject to such
conditions, including, but not limited to, monitoring and reporting requirements, deed
recordation requirements, financial assurances or other qualifications on the use of the system,
as it deems necessary to protect public health, safety, welfare and the environment.  Any
conditions shall be expressed in writing in allowing the variance.

(2)   Any denial of a variance by the Local Approving Authority or the Department may direct
the applicant to upgrade an existing system consistent with the requirements and standards of
310 CMR 15.404 and 15.405.  Failure to do so may be the subject of enforcement action by the
Local Approving Authority or the Department.

15.414:   Variances for Increased Flow to Existing System

(1)   Local Approving Authorities or the Department may vary the application of any provisions
of 310 CMR 15.000 with respect to any particular case involving increased flow to an existing
system only when in the opinion of the Department or the Local Approving Authority all of the
conditions in 310 CMR 15.414(2) through (4) are met.  A showing by the person requesting a
variance that the proposed variance would satisfy the maximum feasible compliance provisions
as set forth in 310 CMR 15.404 and 15.405 shall not presumptively entitle such person to a
variance.

(2)   The person requesting a variance has established that strict enforcement of the provision of
310 CMR 15.000 from which a variance is sought would be manifestly unjust, considering all
the relevant facts and circumstances of the individual case including, at a minimum, the
following:

(a)   the owners of any such system for which permit applications were filed after March 31,
1995 shall be deemed to have had knowledge that full compliance with the requirements
applicable to new construction is preferred; 
(b)   the costs of full compliance with the requirements applicable to new construction shall
be compared to the costs of compliance with a variance; and
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(c)   whether an upgrade in full compliance with 310 CMR 15.000 is feasible without
increased flow.

(3)  The system cannot be brought into full compliance through any of the following:
(a)   an upgraded system which is in full compliance with 310 CMR 15.100 through 15.293;
(b)   an alternative system which has been approved for such use pursuant to 310 CMR
15.284 (remedial use), 15.285 (piloting), 15.286 (provisional approval), or 15.288
(certification for general use);
(c)   a shared system which has been approved for such use pursuant to 310 CMR 15.290 and
15.291; or
(d)   connection to a sewer system.

(4)   The upgraded system with the increased flow provides better protection of public health and
safety and the environment than the existing system with no increase in flow.  Increased flows
not in compliance with 310 CMR 15.000 will rarely provide better protection than existing flows
to a system designed and constructed in compliance with the 1978 Code or 310 CMR 15.000,
but are more likely to constitute improvements over nonconforming or failed systems.

15.415:   Provisions from Which No Variance May be Granted

(1)   No variance from the minimum requirement of four feet of naturally occurring pervious
material set forth in 310 CMR 15.240(1) shall be granted for new construction.

(2)   For upgrade of systems, or increase of flow to existing systems, no variance from the
minimum requirement of four feet of naturally occurring pervious material set forth in 310 CMR
15.240(1) shall be granted unless the applicant demonstrates that alternatives for siting an on-site
system with four feet of naturally occurring pervious material or connection to a sanitary sewer
or connection to a shared system are not feasible.  Where no such alternatives are feasible, a
variance to allow the repair or replacement in the disposal area with no less than two feet of
naturally occurring pervious material may be considered upon the applicant's demonstration of
the following:

(a)   evidence, the result of deep observation hole testing, that the four feet requirement
cannot be met anywhere on the site;
(b)   evidence that easements to adjacent property on which a system in compliance with the
four feet requirement could be installed have been requested and can not be obtained; and
(c)   evidence that site testing to establish high ground-water elevation conducted in
accordance with the procedures set forth in 310 CMR 15.103 has been conducted in
conjunction with preparation of design plans and specifications for the repair or replacement
of the system.

15.416:   Variances for Schools

(1)   For purposes of 310 CMR 15.416, a school means any public or privately-owned
elementary, middle, or secondary school.  University, college or other adult educational facilities,
regardless of ownership, are not considered schools for these purposes.  The provisions of
310 CMR 15.413 shall apply to such variances.

(2)   The Department may vary the application of provisions of 310 CMR 15.000 as specified in
310 CMR 15.416 where a school demonstrates to the satisfaction of the Department that:

(a)   the variance is necessary to accommodate an overriding community, regional, state or
national public interest; and 
(b)   a level of environmental protection that is at least equivalent to that provided under
310 CMR 15.000 can be achieved without strict application of the provision of 310 CMR
15.000 from which a variance is sought.

(3)   The Department may vary the design flow values for elementary, middle or secondary
schools set forth in 310 CMR 15.203(5), where the applicant:

(a)   satisfies the criteria of 310 CMR 15.416(2);
(b)   demonstrates through the use of metered maximum daily water flow readings from the
facility or similar facilities in the same or surrounding communities that because of water
conservation techniques or other factors flows are or will be substantially different from
those contained in 310 CMR 15.203(5), including consideration of occupancy and use rates;
and 
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(c)   demonstrates that system design has also accounted for any anticipated pollutant
loadings and greater concentration of pollutants that result from reducing flows.
If the Department grants such a variance, it shall require determination of design flows based

on 200% of the average daily water meter readings when school is in session in order to
assimilate maximum daily flows.

(4)   If any school with a design flow of 10,000 gpd or greater but less than 15,000 gpd is
threatening public health, safety, welfare and the environment pursuant to 310 CMR 15.304(2),
a groundwater discharge permit will be required unless the Department determines after
consideration of the factors set forth in 310 CMR 15.304(3) that this requirement would be
manifestly unjust and the owner or operator of the school has established that a level of
environmental protection that is at least equivalent to that provided under 310 CMR 15.000 can
be achieved without strict application of this requirement.

(5)   The Department may vary the prohibition on increased flows to systems with design flows
between 10,000 and 15,000 gpd set forth in 310 CMR 15.006(3), where the applicant: 

(a)   satisfies the criteria of 310 CMR 15.416(2) and 310 CMR 15.414(3) (increases in flow
to existing facilities);
(b)   demonstrates that there are no reasonable conditions or alternatives that would allow the
system to be expanded in compliance with the provisions of 310 CMR 15.000 or other
applicable requirements; and 
(c)   demonstrates that the upgraded system with the increased flow provides better protection
of public health, safety, welfare and the environment than the existing system with no
increase in flow.

15.421:   Appeals From Determinations by Local Approving Authority

Any person aggrieved by any order, variance, issuance or denial of a Disposal System
Construction Permit, Local Upgrade Approval or Certificate of Compliance issued by a Local
Approving Authority may appeal to any court of competent jurisdiction as provided for by the
laws of the Commonwealth.

15.422:   Appeals of Departmental Determinations

(1)   An applicant who is aggrieved by a shared system, recirculating sand filter or equivalent
alternative technology, a remedial use, a certification for general use, or variance determination
by the Department may request an adjudicatory hearing on that determination in accordance with
310 CMR 1.00 and M.G.L. c. 30A.

(2)   Any person subject to an order, or any person aggrieved by a commonality determination
pursuant to 310 CMR 15.011, issued by the Department, may request an adjudicatory hearing
in accordance with the provisions of 310 CMR 1.00 and M.G.L. c. 30A. 

SUBPART F:  TRANSPORTATION AND DISPOSAL OF SEPTAGE

15.500:   Purpose

The provisions of 310 CMR 15.500 through 15.505 are intended to provide for safe, efficient
and economical means of collecting, transporting and disposing of septage.

15.501:   Regional Abatement Districts

(1)   Handling of septage through regionalized authorities or districts can promote public safety,
efficient regional planning, sufficient capacity and cost-savings for individuals, the
Commonwealth and its political subdivisions.

(2)   One or more cities and towns, pursuant to the provisions of M.G.L. c. 21, §§ 29 and 30, and
M.G.L. c. 111, §§ 31 and 31D may enter into an abatement district for the purpose of arranging
for the transport and disposal of septage generated within their boundaries.  A model regulation
for the purposes of forming a district may be obtained from the Department.
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15.502:   Transportation

(1)   No person shall remove and/or transport septage through the streets of any city or town or
via any state or federal highway located within any city or town in which the septage was first
collected without first obtaining a permit from the board of health of such city or town in
accordance with 310 CMR 15.000 and M.G.L. c. 111, § 31A.  An application for such permit
shall be in such form and contain such information, on oath, as such board shall require.

(2)   All such permits shall expire at the end of the calendar year in which they are issued, but
may be renewed annually on application as herein provided.  No permit shall be transferred
except with the written approval of the said board. 

(3)   All permits shall designate the treatment works, approved by the Department, where the
hauler is authorized to dispose of septage and a copy of all contracts or other agreements between
the hauler and the receiving facility shall be submitted to, and retained by, the Approving
Authority.

(4)   A duly registered septage hauler may transport septage through the streets of a city or town
in which said substances were not collected provided the hauler registers with the board of health
of such city or town; and, provided further, that he or she transports said substances in
accordance with such reasonable rules and regulations as may be established by such board of
health.

(5)   Motor vehicles owned by the Commonwealth or any of its political subdivisions and motor
vehicles engaged under contract with the Commonwealth in the transportation of septage shall
be exempt from the provisions of 310 CMR 15.502.  A city or town may recommend to the
department of highways, in writing, an alternative route of travel for such motor vehicles
whereby the noise or nuisance incident to such travel shall be minimized or abated and said
department shall consider such alterations or changes in the travel routes of such motor vehicles
as will result in the minimization of such noise or nuisance.

(6)   The contents of privies, cesspools, septic tanks and tight tanks shall be transported in a
manner that will not create a nuisance or a health hazard.

(7)   Pumping records shall be submitted to the Approving Authority within 14 days from the
pumping date in accordance with 310 CMR 15.351(1), unless the Approving Authority requires
more frequent submittals.

15.503:   Transfer Locations

Local Boards of Health may regulate locations for the transfer of septage from one truck,
tanker or other storage container equipped with wheels sufficient for over-the-road or rail travel
to another pursuant to M.G.L. c. 111, §§ 31D and 143, provided that no permanent structures for
holding or storage are constructed.  The Department may impose additional requirements on
transfer locations pursuant to the authority of 310 CMR 15.000 and M.G.L. c. 21 §§ 26 through
53 and M.G.L. c. 83, § 6.

15.504:   Disposal

(1)   Cities, towns and sewerage districts may, subject to the approval of the Department, provide
treatment works for the receipt and disposal of septage and may establish such charges for the
use of such facilities as may be necessary for defraying the cost of construction, operating and
maintaining the same.

(2)   Disposal of septage shall be by discharge to a sanitary sewer or to a treatment works. All
such treatment works shall be approved by the Department in accordance with M.G.L. c. 21,
§§ 26 through 53, and applicable provisions of 314 CMR 3.00:  Surface Water Discharge Permit
Program, 4.00:  Massachusetts Surface Water Quality Standards, 5.00:  Ground Water
Discharge Permit Program, 7.00:  Sewer System Extension and Connection Permit Program and
12.00:  Operation and Maintenance and Pretreatment Standards for Wastewater Treatment
Works and Indirect Dischargers.  If disposal is by discharge to a sanitary sewer, it shall be in a
manner and at such times as may be acceptable to the authority having jurisdiction over the
sewer and in accordance with any applicable regulations or permit conditions.  Any other
disposal is a violation of 310 CMR 15.000.
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15.504:   continued

(3)   The Department may investigate treatment works for the receipt of septage in cities, towns
and sewerage and septage districts.  If the Department determines such works are inadequate for
proper disposal of septage, it may recommend necessary action for the protection of the public
health, safety and welfare.  If after a reasonable time, the city, town or sewerage or septage
district fails to act upon the Department's recommendation, the Department may issue an order
requiring the provision of adequate septage receiving facilities.  Nothing in 310 CMR 15.504
shall be construed to limit the authority of the Department to take any action pursuant to
M.G.L. c. 21, §§ 26 through 53. 

(4)   Pursuant to M.G.L. c. 40, § 22F, a city, town or sewerage or septage district may establish
such charges for the use of septage receiving facilities as may be necessary for defraying the cost
of constructing, operating and maintaining the works.

(5)   Disposal of septage at treatment works where it is dewatered and beneficially reused shall
be encouraged and practiced wherever feasible.

15.505:   Equipment

(1)   No person shall use equipment to remove or transport the contents of privies, cesspools,
septic tanks or tight tanks unless such equipment has first been inspected and approved by the
Approving Authority.

(2)   Mobile tanks shall be securely mounted on trucks.  They shall be watertight, equipped with
necessary odor controls, provided with a leak proof cover and tight discharge valves.

(3)   Mobile tanks shall be provided with a vent constructed in a manner that will permit the
escape of gas, but not the liquid contents of the tank.

(4)   Suction or pressure hoses shall be in good repair.

(5)   Pumps shall be maintained in a condition that will prevent the leakage of septage.
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Appendix 1

Upon recording, mail to:
Approving Authority

GRANT OF TITLE 5 COVENANT AND EASEMENT
(property served by Shared System)

310 CMR 15.290(2)(e)

This GRANT OF TITLE 5 COVENANT AND EASEMENT made as of this      day of          
, 20  , by               , of            ,                 County, Massachusetts ("Grantor").

WITNESSETH

WHEREAS, Grantor being the owner(s) in fee simple of that [those] certain parcel(s) of [vacant]
land located in              ,              County, Massachusetts, with the buildings and improvements thereon,
pursuant to a deed from               to Grantor, dated            , and recorded with                County Registry of
Deeds in Book       , Page        [source of title other than by deed] and/or pursuant to Certificate of Title No.
           issued by the Land Registration Office of the             County Registry District, said parcel(s) of land
being more particularly bounded and described in Exhibit A, attached hereto and made a part hereof, and
being shown on a plan entitled, "                 ", dated               , prepared by               , recorded with          
County Registry of deeds as Plan No.     , in Plan Book             and/or registered as Land Court Plan No.   
 , on file with the Land Registration Office of          County Registry District ("Property"); and

WHEREAS, there is appurtenant to and the Property has the benefit of a Shared System, as
defined in 310 CMR 15.002, said Shared System being located on a parcel(s) of [vacant] land located in   
         ,               County, Massachusetts, with the buildings and improvements thereon, pursuant to a deed from
                 to             [or Grantor], dated           , and recorded with                County Registry of Deeds in Book
      , Page        [source of title other than by deed] and/or pursuant to Certificate of Title No.             issued
by the Land Registration Office of the             County Registry District, said parcel(s) of land being more
particularly bounded and described in Exhibit B, attached hereto and made a part hereof, and being shown
on a plan entitled, "                 ", dated               , prepared by               , recorded with            County Registry
of deeds as Plan No.     , in Plan Book             and/or registered as Land Court Plan No.      , on file with the
Land Registration Office of          County Registry District ("Shared System Property"); and

WHEREAS, the Property has the benefit of a Shared System Easement, being more particularly
bounded and described in Exhibit C, attached hereto and made a part hereof, and being shown on a plan
entitled, "                 ", dated               , prepared by               , recorded with             County Registry of Deeds
as Plan No.         , in Plan Book            and/or registered as Land Court Plan No.       , on file with the Land
Registration Office of           County Registry District [or to be recorded/filed for registration herewith]
("Shared System Easement"); and

WHEREAS, the Shared System has been approved by the Local Approving Authority, as defined
in 310 CMR 15.002, in accordance with Title 5, 310 CMR 15.000, as amended ("Title 5"); said approval
being based upon the agreement by Grantor to incur certain obligations regarding the construction, inspection,
maintenance, upgrade and expansion of the Shared System and to grant to the Local Approving Authority a
perpetual easement to construct, inspect, maintain, upgrade and expand any component of the Shared System
and in connection herewith a perpetual easement to pass and repass over the Property and the Shared System
Property for purposes of inspecting the Shared System to insure compliance with and fulfillment of the terms
of this Covenant/Easement as hereafter set forth;
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Appendix 1:   continued

NOW, THEREFORE, pursuant to the provisions of 310 CMR 15.290, Grantor does hereby
GRANT to the Town/City of              , a Massachusetts municipal corporation situated in             County,
having an address at              , Massachusetts, acting through its Board of Health ("           "), (also referred
to herein as the Local Approving Authority), for nominal, non-monetary consideration, with QUITCLAIM
COVENANTS, a TITLE 5 COVENANT AND EASEMENT ("Covenant/Easement") in, on, upon, through,
over and under the Shared System Easement, the terms and conditions of which are as follows:

OBLIGATIONS AND EASEMENT

1.  Inspection and Pumping. Grantor agrees to have the Shared System inspected at least every
three years by a System Inspector, as defined in 310 CMR 15.002, and pumped on an as needed
basis, but in no event shall the Shared System be pumped less than every three years.  The
System Inspector shall submit the results of the inspection on a System Inspection Report
(Appendix   ) to the               [Local Approving Authority] and to the Department of
Environmental Protection (DEP) within 30 days of the Shared System's inspection.  Grantor shall
provide the                [Local Approving Authority] and DEP with a copy of the receipt obtained
from the duly registered septage hauler upon pumping of the Shared System within 30 days of
the Shared System's pumping.

2.  Financial Assurance Mechanism.  Grantor agrees to provide the               [Local Approving
Authority] and DEP with the financial assurance mechanism, naming the               [Local
Approving Authority] and DEP as additional beneficiaries, which shall provide for upgrade of
the Shared System in the event the Shared System fails to protect public health and the
environment pursuant to the criteria established in 310 CMR 15.303.  

3.  Maintenance.  The Grantor agrees to construct the Shared System such that the Sanitary
Sewage, as defined in 310 CMR 15.002, from any Facility, as defined in 310 CMR 15.002,
owned by Grantor may be denied access to the Shared System in the event Grantor fails to pay
its proportionate share of the construction, inspection, maintenance, upgrade and expansion costs
incurred by said Shared System. 

4.  Easements.  In creating this Covenant/Easement, Grantor hereby grants to the               
[insert Local Approving Authority], its agents, contractors, subcontractors and employees, a
perpetual EASEMENT to enter upon and the right to bring equipment onto the Shared System
Easement to do any and all acts deemed necessary to construct, install, lay, operate, maintain,
inspect, upgrade, repair, remove, excavate, replace, and expand any component of the Shared
System, together with a right to pass and repass by foot and by vehicle over the Shared System
Easement for said purposes, including the removal and trimming of crops, vegetation, trees, or
shrubs therefrom, and for purposes of inspecting the Shared System Easement to insure
compliance with and fulfillment of the terms of this Covenant/Easement.

5.  Lien Authority of Local Approving Authority.  For purposes of enforcing a lien against the
Property and the Shared System Property, Grantor hereby agrees that the phrase "...land upon
which the structure is or was located..." as used in the second paragraph of M.G.L. c. 111,
§ 127B shall include the Property and the Shared System Property, thereby authorizing the     
        [insert Local Approving Authority] to impose a lien on either or both the Property and the
Shared System Property in the event the                      [insert Local Approving Authority] has
incurred debt in accordance with the provisions of M.G.L. c. 111, §127B.

6.  Severability.  If any court or other tribunal determines that any provision of this instrument
is invalid or unenforceable, such provision shall be deemed to have been modified automatically
to conform to the requirements for validity and enforceability as determined by such court or
tribunal.  In the event the provision invalidated is of such a nature that it cannot be so modified,
the provision shall be deemed deleted from this instrument as though it had never been included
herein.  In either case, the remaining provisions of this instrument shall remain in full force and
effect.

7.  Enforcement.  Grantor expressly acknowledges that a violation of the terms of this instrument
could result in the following:
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Appendix 1:   continued

(i)   upon determination by a court of competent jurisdiction, in the issuance of criminal and civil
penalties, and/or equitable remedies, including, but not limited to, injunctive relief, such
injunctive relief could include the issuance of an order to modify or remove any improvements
constructed upon the Shared System Easement in violation of the terms of this
Covenant/Easement; and

(ii)   in the assessment of penalties and enforcement action by the Local Approving Authority
and DEP to enforce the terms of this Covenant/Easement, pursuant to Title 5; M.G.L. c. 111,
§§ 17, 31, 122, 124, 125, 125A, 127A through 127O, and 129; and M.G.L. c. 83, § 11.

8.   Provisions to Run with the Land.  This Covenant/Easement sets forth rights, liabilities,
agreements and obligations upon and subject to which the Shared System Easement or any
portion thereof, shall be improved, held, used, occupied, leased, sold, hypothecated, encumbered,
or conveyed.  The rights, liabilities, agreements and obligations herein set forth shall run with
the Property and the Shared System Property, as applicable thereto, and any portion thereof and
shall inure to the benefit of and be binding upon Grantor and all parties claiming by, through or
under the Local Approving Authority or Grantor.  The rights hereby granted to the Local
Approving Authority, its successors and assigns, constitute the perpetual right of the Local
Approving Authority to enforce this Covenant/Easement and Grantor hereby covenants for
himself/herself/itself and his/her/its executors, administrators, heirs, successors and assigns, to
stand seized and hold title to the Property and the Shared System Property, as applicable thereto,
and any portion thereof, subject to this Covenant/Easement, provided, however, that a violation
of this Covenant/Easement shall not result in a forfeiture or reversion of Grantor's title to the
Property or the Shared System Property, as applicable thereto.

9.   Concurrence Presumed.  It being agreed that Grantor and all parties claiming by, through or
under Grantor shall be deemed to be in accord with the provisions herein set forth and to agree
for and among themselves and any party claiming by, through or under them, and their respective
agents, contractors, sub-contractors and employees, that the Covenant/Easement herein
established shall be adhered to and not violated and that their respective interests in the Property
and the Shared System Property, as applicable thereto, shall be subject to the provisions herein
set forth.

10.   Incorporation into Deeds, Mortgages, Leases and Instruments of Transfer.  Grantor hereby
agrees to incorporate this Covenant/Easement, in full or by reference, into all deeds, easements,
mortgages, leases, licenses, occupancy agreements or any other instrument of transfer by which
an interest in and/or a right to use the Property and the Shared System Property, or any portion
thereof, is conveyed.

11.   Recordation.  Grantor shall record and/or register this Covenant/Easement with the
appropriate Registry of Deeds and/or Land Registration Office within 30 days of the latter of:
receipt from the Local Approving Authority of the approved Covenant/Easement or the
expiration of the 60-day constructive approval period granted to DEP pursuant to 310 CMR
15.293.  Grantor shall file with the Local Approving Authority and the DEP a certified Registry
copy of this Covenant/Easement as recorded and/or registered within 30 days of its date of
recordation and/or registration.

12.   Amendment and Release.  This Covenant/Easement may be amended or released only upon
approval by the Local Approving Authority and DEP.  Any such amendment or release shall be
recorded and/or registered with the appropriate Registry of Deeds and/or Land Registration
Office.

13.   Term.  This Covenant/Easement shall run in perpetuity and is intended to conform to
M.G.L. c. 184, § 26.
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Appendix 1:   continued

14.   Rights Reserved.  This Covenant/Easement is granted to the Local Approving Authority in
connection with the approval of a Shared System pursuant to 310 CMR 15.290 through 15.293.
It is expressly agreed that acceptance of this Covenant/Easement by the Local Approving
Authority or constructive approval of the Shared System by DEP shall not operate to bar,
diminish, or in any way affect any legal or equitable right of the Local Approving Authority or
DEP to issue any future order with respect to the Property and the Shared System Property, as
applicable thereto, or in any way affect any other claim, action, suit, cause of action, or demand
which the Local Approving Authority or DEP may have with respect thereto.  Nor shall
acceptance of this Covenant/Easement serve to impose any obligations, liabilities, or any other
duties upon the Local Approving Authority.

This Covenant/Easement shall become effective upon its recordation and/or registration with
the appropriate Registry of Deeds and/or Land Registration Office.

WITNESS the execution hereof under seal this      day of         , 20  .

                               
Grantor

COMMONWEALTH OF MASSACHUSETTS

                , §§               , 20  

Then personally appeared the above-named                 and acknowledged the foregoing
instrument to be      free act and deed before me.

                        

Notary Public:
My commission expires:

The                       [insert Local Approving Authority] hereby approves this Grant of Title 5
Covenant and Easement (as to form only).

S))))))))))))))))Q

Date:                
Local Approving Authority

REGULATORY AUTHORITY

310 CMR 15.000:   M.G.L. c. 21A, § 13.
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